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Unabated Emissions Estimate for the PUREX 291-A-1 Stack

PURPOSE

DOE Facilities are required to comply with EPA regulation (40 CFR 61, Subpart
H) and DOH regulation (WAC 246-247). Continuous emission monitoring and
test procedures are required for any release point which has a potential to emit
radionuclides into the air in quantities which could cause a dose in excess of 0.1
mremlyr to the maximally exposed public individual (i.e., major sources). Since
the applicability of several regulatory requirements depends on the designation of
the emission unit, it is beneficial to accurately assess the emission unit. This
document is intended to provide a conservative, yet accurate assessment of the
PUREX 291-A-1 stack.

SUMMARY

Stack release potential is estimated based on the EPA 40 CFR 61 .93(b)(4)(ii)
assumption that all pollution control equipment does not exist, but the emission
unit operations are otherwise normal. The concentrations of airborne
radionuclides were sampled upstream of the PUREX Plant HEPA filtration
system, during normal operations. Based on laboratory analysis of the samples
and subsequent dispersion modeling using the EPA approved model, the
potential, unabated offsite dose is conservatively estimated to be 0.031 mrem/yr,
which supports designation of the 291-A-1 stack as a minor source.

QUALITY ASSURANCE

The activities described in this document meet the quality assurance (QA)
requirements for radioactive air sampling and for calculating the highest
hypothetical dose to a member of the public from potential emissions from the
291-A-1 stack. Radioactive air emissions sampling and data handling was
conducted.in accordance with applicable federal and state QA requirements.
The quality of the sampling method was assured through ANSI NI 3.1-1999
Committee member consultation, which confirmed the alternative sampling
method including the sample location, sample points, probe configuration and
operating parameters. The duct velocity traverses and sampling-analysis
activities were consistent with HNF-EP-0528-5, NESHAP Quality Assurance
Project Plan for Radioactive Air Emissions. This NESHAP document was
prepared in accordance with EPA Requirements for Quality.Assurance Project
Plans for Environmental Data Operations (QA/R-5) and 40 Code of Federal
Regulations 61, Appendix B, Method 114, "Test Methods for Measuring
Radionuclide Emissions from Stationary Sources." Sample chain of custody,
analytes of interest, minimum detection limits were all managed in accordance
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with HNF-EP-0528-5, as were data validation and verification as well as
calibration of all measuring and test equipment. Dose calculations were made
using factors and formulas from Calculating Potential-to-Emit Releases and
Doses for FEMPs and NOCs, HNF-3602-1. The WSCF Laboratory analyzed the
samples in accordance with EPA-prescribed procedures required by Method 114,
all in accordance with the WSCF Laboratory Quality Assurance Plan, HNF-SD-
CP-QAPP-017. Data reduction and review were performed in accordance with
HNF-SD-CP-QAPP-017. Further details are included in this document.

BACKGROUND

PUREX History
The 291-A-1 stack is the current discharge point for the PUREX Plant ventilation
system. Facility operations began in 1956, with Deep Bed Fiberglass Filter #1
providing primary filtration. In 1964, Deep Bed Fiberglass Filter #2 was added in
parallel to Filter #1 to increase the ventilation system capacity. Then in 1985, ten
parallel banks with two stages of HEPA filtration were added downstream of the
existing fiberglass filters to provide additional exhaust air cleaning. PUREX
production operations ceased in 1989, and the facility transitioned to standby and
ultimately shut down. In the following years, the building underwent terminal
cleanout, which was completed in 1997. All process solutions were removed,
and the process vessels were flushed and emptied. The exhaust flow rate was
reduced by two thirds in 1997 as exhaust fan operation was reduced from 3 fans
to 1. The Deep Bed Fiberglass Filter #1 outlet was isolated from the ventilation
system. Filter #2 and two stages of HEPA filtration remain in operation. The
PUREX building was then placed in a minimal surveillance and maintenance
mode. Activities include stack sampling, calibrations of stack sampling and
ventilation system instruments, stack flow testing, HEPA aerosol testing, filter
replacements as needed, corrective maintenance to stack sampling and
ventilation system equipment, adjustments to ventilation system equipment, and
radiological surveys and assessments.

Filtration System Design Details
Deep Bed Fiberglass Filter #1 was designed with downward flow design, which
led to filter pluggage and air flow restriction problems in 1964, so Deep Bed
Fiberglass Filter #2 was designed and installed in parallel with Filter #1 to
improve air flow capacity. Filter #2 was designed to allow 125,000 scfm air flow
and to be 99.9% efficient for particulate removal according to original design
specifications and the PUREX Process Control Manual, WHC-CM-5-24.
Improvements with the #2 filter system included an upward flow design, and a
filter drain tank. The #2 filter system was designed for moisture loading and
condensate collection. The upward flow design assures that water collected on
the filter media drains and therefore transports contaminants towards the "dirty"
side and then accumulates in tank V11-10-1. This has a cleansing effect on the
filter. The filter media, Owens-Corning 115K Fiberglass, is resilient, non-matting,
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curly glass-wool material, which requires no resins or binders to maintain filtration
properties, and therefore is quite stable under chemical and radiation exposure.
It is packed to a 7' depth between a series of stainless steel screens, designed
for durability. Filter #2 currently serves as a prefilter and mist-eliminator,
upstream of the final two stages of HEPA filtration. The HEPA filtration system is
composed of standard design HEPA filters, tested annually to ensure they
continue to meet 99.95% efficiency criteria. With the current reduced ventilation
(typically about 35,000 scfm), only 3 of the 10 parallel HEPA banks operate at
any given time. Further details are included in later sections.

Reassessment
Building cleanout and stabilization, isolation of Filter #1, and the substantial
reduction in ventilation air velocities have all contributed to reduced emissions
potential. The 291-A-1 stack has remained designated as a major stack, until
operations could demonstrate otherwise. Stack emissions have been extremely
low, and a definitive assessment was warranted. The remainder of this
document details the method used to assess the 291-A-1 stack.

SAMPLING METHOD

In general, the approach for determining the potential (unabated) emissions was
to collect a representative air sample upstream of the HEPA filtration. The air
concentrations measured represent the concentrations that would potentially be
emitted from the facility during an entire year without the HEPA filtration system.
Sampling was performed over a period of 12 days during normal facility
operations and ventilation system operating conditions.

Sample point selection criteria of 40 CFR 60, Appendix A, Method 1, Section 2.1
were reviewed, but no accessible sampling location was available meeting this
criteria, so it was determined necessary to utilize an alternate sampling location.
This chosen sampling location provided good access to the duct, directly
upstream of the first stage of an operating HEPA filter bank. The duct was
accessed through four existing 4" ports, as shown in Figure 2 (the figure shows
the sample probe attached to the top 4" port, Port 1; ventilation air flow is from
left to right), Velocity and angle measurements were performed in accordance
with EPA Method 1, section 2.4, to verify whether cyclonic flow existed. A hot-
wire anemometer was used rather than a pitot for the low-velocity measurements
for optimal sensitivity and accuracy. The measured velocity profiles are shown in
Figure 1. The streamline angles were measured using a Type-S pitot, and
results are summarized in Table 1. The streamline angles ranged from 300- 900
relative to the duct axis. The velocity test procedure and raw data are provided
in Attachment 2.
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Figure 1

Velocity Profile
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Table 1
Streamline Angle Relative to Duct Axis

Port Point 1 Point 2 Point 3
1 600 900 500
2 650 900 900
3 600 90* 900
4 700 900 300

In each case, the streamline angles exceeded the 200 criteria of EPA Method 1,
section 2.4, indicating cyclonic flow. Therefore it was necessary to apply
alternative methodology to perform accurate sampling under these flow
conditions. Consultation was solicited from ANSI N13.1-1999 Committee
member, John Glissmeyer (PNNL), to help determine an appropriate alternate
method to provide credible and representative sampling. His calculations
confirmed that representative sampling was feasible at this location, because the
ventilation air was relatively low velocity, and because there was no backward air
flow. However, it would be necessary to perform sampling traverses with
appropriate equipment and operating parameters. His calculations assumed
large (10 micron) particles, to be conservative. He concluded that even at the
worst conditions measured (i.e. the highest velocity and angle), a sample could
be obtained at this location with greater than 80% yield (i.e. aspiration efficiency;
greater than 80% would enter the probe nozzle). Particle deposition within the
probe nozzle might be substantial, but this factor could be eliminated by including
probe rinses in the sample analyses. Thus, aspiration efficiency was the key
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factor. A copy of the report documenting the calculations used to determine
aspiration efficiency is provided in Attachment 1, Modeling Probe Aspiration,
hereafter referenced as the Glissmeyer Report. The report provides graphs that
were used to determine sample probe diameter and orientation for the given
ventilation air conditions, and graphs that were used to optimize sample flow
parameters.

Although lodine-1 29 is known to be the highest source of actual emissions dose
from the PUREX 291-A-1 stack, iodine sampling was not required because
unabated iodine emissions are already collected at the stack (iodine gas is not
abated by HEPA filtration). However, since iodine-129 stack emission
concentrations are known, iodine was sampled for comparison: to perform the
function of a tracer gas and provide additional sample validation.

Sampling Location

The alternate sampling location is at the rectangular HEPA housing duct directly
upstrean of the first stage of an operating HEPA filter bank (see Figure 2). The
76" x 116" rectangular housing contains 4 rows of 3. HEPA filters. The duct was
acCess'ed through four existing 411 ports, as shown in Figure 2. Figure 2 shows
the probe attached to the top 4" port, which is Port 1. This alternate location is
divided into 12 equal areas, the centroid of each area corresponding to the
center of each HEPA filter. The sampling points are the same as the velocity
measurement points.

Figure 2

- A FH-V1 1-4-5

SMV-V11-6
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Figure 3
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Sampling Equipment
The sampling system included a sample probe, a primary particulate sample filter
holder, and a secondary combination sample filter and silver zeolite cartridge
holder, as shown in Figure 3. It also included a vacuum gage, rotameter, flow
control valve and vacuum pump, as shown schematically in Figure 2. The
vacuum gage and rotameter were calibrated prior to use. The sample probe
tubing was 1" OD x .035" wall thickness, i.e. 0.93" ID as evaluated and optimized
in the Glissmeyer Report. The probe was mounted through existing ports, as
shown in Figure 3. The primary sample filter holder was mounted directly onto
the end of the sample probe. Versapor 3000 particulate sample filters were
used, as listed and characterized in ANSI N13.1-1999, Annex D, Table D.1. The
primary sample filter, the secondary sample filter and the probe itself were each
considered components of the sampling media because all would be analyzed
for radioisotopes. This was to ensure a quantitative sample, and to account for
any line losses. The silver zeolite cartridge was provided to collect iodine-1 29
gas.

Sampling Operation
Sampling was performed for one day at each of 12 positions, corresponding to
each of the 12 HEPA filter faces. The sample flow rate was set at 3.0 scfm to
ensure optimal sampling performance, in accordance with the Glissmeyer Report
evaluation. The sampling procedure, daily inspection reports and chain-of-
custody data are provided in Attachment 3.
The 12-day sampling upstream of the primary HEPA filter bank was completed
on March 8. The sample was held for a week to allow radon to decay off, and
then shipped to the WSCF Lab on March 15. The probe was cut into four -18"
segments for lab handling purposes.

Laboratory Analysis
The isotopic radionuclide analyses were chosen based on known constituents
from stack sample data; corroboration of the GEA and Total Alpha/Beta with
isotopic results assured a comprehensive assay. The laboratory radionuclide
analyses requested were as follows: Gross Alpha/Beta on the primary and
secondary sample filters and on each of 3 sequential probe rinses, then Gamma
Energy Analysis (GEA), Pu isotopic, Am-241, and Sr-90 on the composite
sample filters, and GEA, Pu isotopic, Am-241, and Sr-90 on the composite probe
rinses. The three individual acid rinses of the probe and individual rinse analyses
assured thorough removal of sample deposits. The sample filter results and the
composite probe rinses together provided a quantitative particulate sample. The
silver zeolite cartridge provided an iodine gas sample.

7
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SAMPLE ANALYSIS RESULTS

Results
The particulate sample filter collection efficiency was assumed to be 99.7%,
based on the published ANSI N1 3.1-1999, Annex D value of 99.7 - 99.99% for
Versapor 3000 filters. Since two filters were used in series, the overall sample
filter particulate collection efficiency was 99.999%, effectively 100%. The
activities of detected radionuclides as derived from this report are summarized in
the following tables; the complete lab report and data are provided in Attachment
4. The composite sample filters and silver zeolite cartridge results are listed in
Table 2. The probe rinse composite results are listed in Table 3. The composite
probe rinse results were added to the composite filter results to obtain a
combined total sample radioactivity result, as.listed in Table 4.

Composite Sample
Table 2

Filters and Silver Zeolite Cartridge
Radionuclide

Isotope
Lab Results

(pCi)
0.45

zaPu 0.11
-- z--2 U 0.66

Total Beta ND
Total Alpha ND

I Z 5160

Laboratory Results

Table 3
Composite Probe Rinse Results

Radionuclide Results for Total Probe Rinse
Isotope 725 mL Result (pCi/Sa)

Aliquot (pCi/L)
234vPu 2.00 2.90

Table 4
Combined Composite Sample Filters,

and Silver Zeolite Cartridge
Composite Probe Rinses
(Iodine) Results

8

Radionuclide Total Sample Radioactivity
Isotope (pCi/Sa)
241Arn 0.452JdPu 0.11

239,Z4 UPu 3.56
1291 5160
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The iodine-1 29 concentrations were sampled and found to be within the range of
normal stack emission sample concentrations, thereby providing additional
sample validation. This is illustrated in the following graph, Figure 4.

Figure 4

Comparison of Upstream Sample with Stack Samples
Iodine Concentration

1.OOE-10 - -- - ----- - - -- - -- -- - - -- -- ---- -- --

:L1.0QE-11-
r_
0

cr)
C4

.4
4

4
* 4

4-
4

A
4-, 4 4 4 +

4

4

1.00E-13 1
12/1/2000 9/27/2001 7/24/2002

Sample Off Date

+ Stack Sampler A Upstream Sampler

Conclusions
The low particulate radionuclide results confirm that there are minimal
concentrations of airborne radioactive particulate within the current low-velocity
ventilation system.
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UNABATED POTENTIAL EMISSIONS ESTIMATE

Air concentrations were measured upstream of the HEPA filters through
representative sampling and analysis, then the potential unabated emissions
were calculated. Results of these calculations are listed in Table 5. Particulate
air sample results were adjusted for 83% collection efficiency (i.e. probe nozzle
aspiration efficiency, per Glissmeyer Report, Attachment 1). Iodine air sample
results were adjusted for 82% collection efficiency, in accordance with silver
zeolite cartridge performance certifications. The potential emissions upstream of
the HEPA filters were calculated by multiplying the measured radionuclide
concentrations by the annual discharge volume. Then particulate radionuclide
results were back-calculated to determine potential unabated emissions
upstream of the Deep Bed Fiberglass Filter (i.e. prefilter). This back-calculation
assumes 99.97% prefilter efficiency, which is conservative considering the 99.9%
prefilter design rating and historical efficiency measurements. Then actual
annual particulate emissions were added in to ensure any possible contribution
from contaminated ducts downstream of the HEPAs was included. The potential
offsite dose to the Maximum Public Receptor (MPR) was then calculated. The
results are listed in Table 6. These were calculated by multiplying the potential
unabated emissions by unit dose factors, as derived from the CAP88-PC
program, as documented in HNF-3602-1, Calculating Potential-to-Emit Releases
and Doses for FEMPs and NOCs.

The following is a list of parameters and assumptions used in the potential
unabated emissions calculations:

> Sample flow rate: 3.0 scfm
> Sample duration: 12 days and 110 minutes (17,390 min)
> Stack operation: 365 days/yr
> Stack flow: 35,000 scfm*
> Stack height: 200 ft (61 m)
> Deep Bed Fiberglass Filter (prefilter) decontamination factor: 3000
> Particulate collection efficiency (i.e. aspiration efficiency): 83%
> Iodine silver zeolite cartridge collection efficiency @ 3 scfm: 82%

10

* Stack flow measured 32,000 scfm April 2003, and 35,000 scfm April 2004.
The higher stack flow rate was chosen for conservative emissions calculations.
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Table 5
Potential Unabated Emissions Estimate for Stack 291-A-1

Radionuclide Total Collection PTE PTE CY 2003 Total
Isotope Sample Efficiency- Upstream Upstream Stack Unabated

Radioactivity Corrected of HEPA of Actual PTE
(pCi/Sa) Total Filters Prefilter Emissions, (Ci/yr)

Sample (Ci/yr) (Ci/yr) (Cilyr)
Activity
(pCi/Sa)

4TAm 0.45 0.5422 1.91 E-7 5.74 E-4 2.0 E-6 5.76 E-4
*'Pu 0.11 0.1325 4.67 E-8 1.40 E-4 3.8 E-8 1.40 E-4

______4_Pu 3.56 4.2892 1.51 E-6 4.54 E-3 5.5 E-7 4.54 E-3
5160 6293 2.22 E-3 2.22 E-3 (1.4 E-3) 2.22 E-3ld'Cs - - - 1.2 E-5 1.2 E-5

1 5sr !F - - 3.1 E-6 3.1 E-6

Table 6
Potential Offsite Dose to the MPR from Stack 291-A-1

Radionuclide Total Unit Dose Potential
Isotope Unabated Factor Offsite

PTE (mrem/Ci) Dose to
(Ci/yr) the MPR

(mrem/yr)
24TAm 5.76 E-4 8.2 4.72 E-3
Z3Pu 1.40 E-4 5.0 7.01 E-4

4UPu 4.54 E-3 5.4 2.45 E-2
1291 2.22 E-3 0.48 1.07 E-3

Cs 1.2 E-5 0.16 1.92 E-6
0S r 3.1 E-6 .076 2.36 E-7

Total
Dose: 3.10 E-2

11
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ATTACHMENT I

GLISSMEYER REPORT:

Letter; Modeling Probe Aspiration, Rev. 0; Equations
John Glissmeyer

PNNL
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I I

Pacific Northwest
National Laboratory

Operated by Battelle for the
U.S. Department of Energy

May 27, 2004

Dan Johnson
Fluor Hanford, Inc.
P.O. Box 1000
Richland, WA 99352-1000

Dear Mr. Johnson:

In collecting air samples from air streams, the conventional approach is to extract the sample with a nozzle
aligned with the direction of th.e airflow. In the case of the HEPA filter housing inlets at the Purex Plant,
measurements made by Fluor indicated that the air velocity vectors may not be aligned with the direction of
the bulk airflow through the housings. Furthermore, the misalignment varied with position in the inlet cross
section. Consequently, calculations were performed to estimate the possible range of bias in air samples
taken from that location. The bias is in the form of the aspiration efficiency as a function of the free stream
Velocity, the sample flowrate, nozzle diameter, and the yaw angle of the nozzle relative to the local velocity
vector.

The enclosed presentation presents the results of modeling aspiration efficiency for this application. The
calculations were made for a particle diameter of 10gm and a density of 1 g/cc. The equations used for the
calculations are detailed in die attached-note "CalculatiqgSampiig Aspiration Eft4iengfor Plurx -IEPA Filler
I ollri(gs to Lts/imez Potenliallmpacl of Of[I xir Savp/irg (John GLissmeyer, PNNL, March 23, 2004). " The
Microsoft Excel spreadsheet used for the calculations is available on request. The plots shown in the
presentation come directly from the spreadsheet.

In the presentation, the observation was made that for a nozzle with an inlet diameter of 0.93-in. and a
flowrate of around 3 cfm, that the aspiration efficiency should be greater than 80% for yaw angles from 0-
900 and for an air velocity range of 200 -700-fpm. Some combinations of parameters could result in
aspiration efficiency slightly greater than unity, which is not a concern.

For the proposed sampling probe of 0.93" ID tubing and a flowrate of 3 cEm, the sample bias due to
misalignment would be about 0.83.

Please feel free to contact me if you have further questions.

Sincerely,

John Glissmeyer
Environmental Technology Directorate
Chief Engineer

JAG: jnv-
902 Battelle Boulevard P.O. Box 999 Richland, WA 99352

Telephone (509) 375-4345 M Email ja.glissmeyer@pnl.gov K Fax (509) 375-2019

1-1-
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Mr. Dan Johnson
May 27, 2004
Page 2

Attachment

cc: L.P. Diediker, Fluor Hanford, Inc., MS H8-13
D.L. Dyekman, Fluor Hanford, Inc., MS HS-13
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Explore Nozzle and Flowrate

'The following slides explore aspiration efficiency
for a range of sampling nozzle sizes and flowrate

0.-,>*'Calculated for various yaw angles and air velocity
inthe duct
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At 0 deg, 203 cmls;f: flowrate, probe size

Asp. Eff decreases with sample flow and increases with probe size

Asp Eff at 0 degrees
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At 0 deg, 400 cm/s; f: flowrate, probe size
Asp. Eff. decreases with sample flow and increases with probe size

Asp Eff at 0 degrees
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At 45 deg, 203 cm/s; f: flowrate, probe size
Asp. Eff decreases with sample flow and increases with probe size

. . . . . .,~ .. .4

Asp Eff at 45 degrees
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At 45 deg, 400 cm/s; f: flowrate, probe size

Asp Eff. decreases with sample flow and increases with probe size

Asp Eff at 45 degrees
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At 67.5 deg, 203 cm/s; f: flowrate, probe size
Asp. Eff. constant for flowrates above 1.5 cfm

Asp Eff at 67.5
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At 67.5 deg, 400 cm/s; f: flowrate, probe size

Asp. Eff. Constant for flowrates above 3 cfm

Asp Eff at 67.5 degrees
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At 90 deg, 203 cm/s; f: flowrate, probe size,
Asp. Eff. increases with sample flow and decreases with probe size

Asp Eff at 90 degrees
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At 90 deg, 400 cm/s; f: flowrate, probe size
Asp. Eff. increases with sample flow and decreases with probe size

Asp Eff at 90 degrees
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Optimizing for angle
r
frAt 0' and 45', efficiency improves as the nozzle

gets larger and the flowrate gets lower
fThe opposite is true at 90'
At 67.5 , efficiency more constant as flowrate
increases

fr Because the flow angle is expected to be between
450 and 90 0, the best compromise for aspiration
efficiency appears to be around a 2 cm ID probe
with a flowrate of around 3 cfm
With that setup, the aspiration efficiency
:-80% at any angle

should be

Pacific Northwvest National Laboratory
~3Ba1~Ue5~ - A -U.S. Department of Energy 12
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Optimizing for 0.93-in nozzle

The following plots show aspiration efficiency as a
function of angle, sample flowrate, and duct air
velocity for the 0.93-in nozzle actually used in the
air sampling

fr Nozzle
availabi

-.

size chosen
etubing

to be that of commonly
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Optimizing for angle at 203 cm/s

0.93-in.
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Optimizing for angle at 400 cm/s

0.93-in. Nozzle Asp Eff Vs. Angle
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Asp Eff for 0.93-in nozzle at 90
.......... -l.............. .....

Asp Eff at 90 degrees
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Asp Eff for 093-in nozzle at 67.50
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Asp Eff at 67.5 degrees
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Asp Eff for 0.93-in nozzle at 450

Asp Eff at 45 degrees
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Asp Eff for 0.93-in nozzle at 22.5

Asp Eff at 22.5 degrees
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Asp Eff for u.93-Il nozzle at

Asp Eff at 0 degrees
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Conclusions for 0.93-in nozzle

e aspiration efficiency is in a tight range for
gles up to 67.50 and becomes more variable for
ger angles and would require more attention to
mple flow

a
ON

0

a

frThe aspiration efficiency should be between 0.8
and 1.05 for flowrates above 3 cfm

frThe probe penetration should be around 83% with
tube size.= 0.93" and flowrate 3 cfm for yaw

angles from 0 900
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Calculating Sampling Aspiration Efficiency for
PUREX HEPA Filter Housings to Estimate Potential

Impact of Off-Axis Sampling
John Glissmeyer

PNNL
March 23, 2004

The equations used have been shown to apply to the particular conditions where there is
the potential for sampling aerosol with a nozzle not aligned axially with the direction of
the air velocity. Hangal and Willeke (1990) performed experiments on anisoaxial
sampling, where the nozzle axis is misaligned with the direction of flow. Their data were
taken in horizontal free-stream flow, with the nozzle inclined upward or downward with
respect to the horizontal. They found certain correlations to fit their data.

Those correlations use the dimensionless Stokes number. The Stokes number is the ratio
of the stopping distance to a characteristic dimension, d. The parameter d corresponds to
the dimension of the object through which the particles pass, in this case the nozzle inlet
dianeter. The stopping distance is the distance in which a moving particle would come
to rest in.still air. The Stokes number is:

Stk = ppd;U0C, Eq.I
9pd

where:
p,= particle density

d, = particle diameter

U, = particle velocity in the free stream
C = Cunningham slip correction factor
p = gas viscosity
d= nozzle diameter

They found that the correlation of Durham and Lundgren (1980) for aspiration efficiency
as a function of velocity ratio, sampling angle, and Stokes number fit their data for
sampling angles from 0' - 60'. That correlation is:

= 1 + [(U, / U)cos 6- 1 {1 - + 2.617(U/U)]sk'} ] {I + 0.55Stk'exp(0.25Stk')]
""1- (t+2.6l7Stk')'

Eq. 2
where:

Stk' = Stk exp(0.0220)

I
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U= air velocity in the inlet
0= angle between nozzle axis and velocity direction
and for 0.02 Stk 54 and 0.5 U/U 2.0

They also found that modifying the correlation of Laktionov (1973) fit their data for
angles between 450 and 900. That correlation is:

rhp = 1 + [(U /U)cosO - li3Stk(u/luO Eq. 3

for 0.02 <Stk <4 and 0.5 U/U <2.0

For the calculations to assess the impact of anisoaxial sampling in the PUREX HEPA
filter housings, Equation 1 was used for angles up to 60 degrees, and equation 3 was used
for angles greater than 60 degrees.
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291-AE, PUREX Upstream Air Flow Test Page 1 of 16

1.0 PURPOSE AND SCOPE

This procedure provides a safe, uniform method for obtaining PUREX duct pitot traverse
velocity data. Measurements are obtained on a horizontal section of one HEPA housing,
downstream of the deep bed prefilter, and immediately upstream of the operating HEPA
filters located in building 291-AE, and the stack 291-A-1.

2.0 REFERENCES

None.

3.0 PERSONNEL REQUIREMENTS

3.1 Vent & Balance (VB) Power Operator and Lead.

3.2 Stationary Operating Engineer (SOE), as required.

3.3 Radiation Control Technician (RCT), as required.

3.4 Effluent Engineer, or representative, as required.

3.5 Nuclear Chemical Operator (NCO), as required

4.0 PRECAUTIONS AND LIMITATIONS

4.1 If during performance of this procedure, any of the following conditions are found, stop work,
place equipment in a safe condition, and notify Person-In-Charge (PIC):

Any equipment malfunction which could prevent fulfillment of its functional
.requirements.
Personnel error or procedural inadequacy which could prevent fulfillment of
procedural requirements.
Limiting conditions of applicable RWP are exceeded.

4.2 Contact PlC or designee for additional instructions if changing plant conditions affect work or
delays are anticipated to extend work past end of shift.

4.3 If any waste is generated during performance of this procedure, consult Facility Waste
Coordinator for specific instructions to ensure compliance with PHMC and DOE
environmental standardsas applicable, for disposal.

4.4 Take special care to ensure contamination control when inserting and withdrawing vent and
balance equipment.

2------ - -------------

2-1
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5.0 SPECIAL TOOLS, EQUIPMENT, AND MATERIALS

All Measuring and Test Equipment (M&TE) used to perform this procedure must be within its
current calibration cycle as shown on the calibration label.

5.1 Ventilation and Balance instrumentation and equipment including:

- Type-S pitot tube, with extension as needed.
Starrett angle meter (or equivalent) for use in conjunction with Type-S pitot.

* Hot-wire anemometer, with extension as needed.
Manometer or similar airflow equipment, calibrated.

* Hygrometer or other temperature and humidity measuring equipment, calibrated.
- Air source.
. Time piece.

Calculator.
. Tape Measure.

Metal foil duct tape, as needed.
- Duct tape, rags, etc. to temporarily block opening while performing traverse
* PersonaI Protective Clothing (as required)

6.0 PREREQUISITES

6.1 Potential for radiological contamination exists. Request RCT to perform appropriate
survey(s) prior to beginning maintenance or removal of equipment or component from
installed location.

6.2 The PUREX HVAC System is required to be operating in a standard configuration with no
zone flow reductions as established by Stationary Operating Engineer.

7.0 INSTRUCTIONS

7.1 Complete Preliminary Actions for Testing Air Flow

7.1.1 ENSURE Pre-requisite conditions of this procedure have been met.

7.1.2 PREPARE equipment for test.

7.1.3 RECORD equipment calibration data (Data Sheet 1).

7.1.4 IF additional or replacement instrument(s) are used,
THEN RECORD calibration data AND EXPLAIN in COMMENTS section (Data
Sheet 1).

; - - - - - - - - - - - - - - - - - - - - - - IR041?1& - - - - - - - - - - - - - - - - - - - - -- 4K
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7.2 Obtain Barometric Pressure

7.2.1 CONTACT Hanford Weather Forecaster by telephone (373-2716).

7.2.2 REQUEST absolute barometric pressure (P) for closest weather station.

7.2.3 VERIFY location, station number, time and elevation.

7.2.4 RECORD data on Data Sheet 2.

7.3 IDENTIFY operating exhaust fan(s) data on Data Sheet 2.

7.4 Perform Pre-Test Leak Check

7.4.1 IF MP20 manometer is used,
THEN ENSURE Density Program is set to 0.000.

7.4.2 BLOW clean, dry air into pitot tube impact hole until manometer reads at least
3.00' w.g.

7.4.3 CLOSE off hole opening AND HOLD for minimum of 15 seconds.

NOTE
Leak check PASSES if manometer reading remains stable (± 0.2" w.g.) for at least 15
seconds; otherwise, leak check FAILS.

--------------------------------------------------------------------

7.4.4 OBSERVE manometer reading AND RECORD results of impact side on Data
Sheet 2.

7.4.5 APPLY suction to pitot tube static pressure hole until manometer reads at least

3.00" w.g., AND HOLD for minimum of 15 seconds.

7.4.6 OBSERVE manometer reading AND RECORD results of static side on Data Sheet

2.

7.4.7 RECORD PASS/FAIL results on Data Sheet 2.

7.4.8 IF leak check fails,
THEN:

7.4.8.1 REPAIR OR REPLACE equipment as required.

7.4.8.2 REPEAT Steps 7.4.2 through 7.4.8.
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7.5 Identify Velocity Traverse Site

7.5.1 LOCATE velocity traverse site. See Figure 1.

7.6 Obtain Pitot Traverse Measurements

NOTE

The velocity traverse site is at the HEPA housing immediately in front of the first stage
of HEPA filters. The 24" X 24" HEPA filters are 3 wide by 4 high, in a 76" x 116"
housing. The test points are located at the centers of each of the 12 filters, at 15",
39" and 63", as measured horizontally from the inside of the housing.
The housing is 12 gage, 0.105" thick.
There are four_4" ports, reduced to a 1" access.

7.6.1 Pitot Tube and Temperature Probe

7.6.1.1 MEASURE external port length, add housing thickness (0.105") and
RECORD as port length on Data Sheet 3.

7.6.1.2 ADD port length to insertion depths indicated on Data Sheet 3 to
determine probe insertion positions.

7.6.1.3 MARK pitot tube and temperature probe and hotwire anemometer
insertion positions to allow accurate probe positioning during testing.

7.6.2 MEASURE relative humidity (RH) in stack air stream, AND RECORD on Data
Sheet 3.

7.6.3 Stack Air Velocity Pressure, Null Angle and Temperature

NOTE
To measure the null angle, the Type S pitot tube must be positioned so the plane of
the nozzle opening is parallel to the stream flow (i.e. sideways, in this case vertical).
The null angle is measured as the angle of rotation from this position to obtain a zero
(or minimum) differential pressure.

7.6.3.1 MEASURE null angle at each traverse point in order shown on Data
Sheet 3 (obtained by rotating Type S pitot until VP is approximately 0,
or lowest reading, then measuring angle of pitot from vertical.

7.6.3.2 MEASURE duct air temperature (t) at each traverse point in order
shown on Data Sheet 3.

7.6.3.3 MEASURE velocity pressure (VP) with Type S pitot and velocity (FPM)
with hotwire anemometer at each traverse point in order shown on
Data Sheet 3.

2-4--------------------------------- ---
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7.6.3.4 WIPE pitot tube as it is removed, AND REQUEST RCT to perform
removable contamination survey after withdrawing pitot tube from port.

7.6.4 REPEAT step 7.6.3 for remaining test port(s).

7.6.5 COMPLETE required information on Data Sheet 3.

7.7 Perform Post-test Leak Check

7.7.1 IF MP20 manometer is used,
THEN ENSURE Density Program is set to 0.000.

7.7.2 BLOW clean, dry air into pitot tube impact hole until manometer reads at least
3.00" w.g.

7.7.3 CLOSE off hole opening AND HOLD for minimum of 15 seconds.

NOTE
Leak check PASSES if manometer reading remains stable (± 0.2" w.g.) for at least 15
seconds; otherwise, leak check FAILS.

7.7.4 OBSERVE manometer reading and record results of impact side on Data Sheet 4.

7.7.5 APPLY suction to pitot tube static pressure hole until manometer reads at least
3.00" w.g., AND HOLD for minimum of 15 seconds.

7.7.6 OBSERVE manometer reading and record results of static side on Data Sheet 4.

7.7.7 RECORD PASS/FAIL results on Data Sheet 4.

7.7.8 IF either leak check fails,
THEN REPAIR OR REPLACE equipment as required AND:

7.7.8.1 REPEAT Steps 7.4.1 through 7.4.8.

7.7.8.2 REPEAT Steps 7.6.1 through 7.7.8.

7.8 Measure Static Air Pressure With Type S Pitot Tube

7.8.1 DISCONNECT tubing from total pressure side of pitot tube where it leaves static
pressure side connected to manometer.

7.8.2 LEAVE loose tubing outside of duct.

.-------------------------------- - - - - - - - - - - - - - - - - - - - - -
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NOTE
Type S pitot tube must be positioned so the plane of the nozzle openings are parallel
to the stream flow (i.e. facing sideways or tangent to the flow) or as designated by the
effluent engineer

7.8.3 INSERT pitot tube to near center of duct positioned so plane of nozzle opening is
parallel to stream flow to measure relative duct static pressure.

7.8.4 READ static pressure (P.) relative to ambient pressure on manometer AND
RECORD results on Data Sheet 3.

7.9 Removing Test Equipment and Restoring Air System to Operating Configuration

NOTE
Test Port covers may include caps, plugs, or new metal tape.

"Nw" metal foil tape is the ONLY tape authorized for covering test port openings.
. .Use of alternate tape or re-application of used metal tape is not allowed.

7.9.1 ENSURE all test ports are covered, using caps, plugs, or new metal tape, as
required.

7.9.2 SURVEY all equipment before removal from work area, as required.

7.10 COMPLETE the following Duct Air Flow Test calculations, AND RECORD results on Data
Sheet 4:

7.10.1 DETERMINE Total t, by adding t entries on Data Sheet 3.

7.10.2 DETERMINE Average t. by dividing Total t by number of t entries.

7.10.3 CALCULATE Velocity FPM for each traverse point based on values listed on Data
Sheet 4 (note the use of Type S pitot correction factor, Cp = 0.84):

FPM = 4005 (0.84) {VP

7.10.4 DETERMINE Total FPM by adding FPM entries on Data Sheet 3.

7.10.5 DETERMINE Average FPM by dividing Total FPM by number of FPM entries.

7.10.6 CALCULATE Total CFM to determine stack air flow on Data Sheet 4:

TOTAL CFM = AVERAGE FPM x DUCT AREA SQ FT

mn,~.twso -------------------------------- M:W - - - - - - - - - - - - - - - - - - - - - .. R-L'iPfa
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8.0 RESTORATION

8.1 Ensure all equipment has been disconnected, removed and equipment
to original condition.

8.2 Verify port plugs replaced with metal tape, as needed.

CP-03-153/W
WCN #1

Page 7 of 16

staged for restoration

9.0 TESTING AND ACCEPTANCE

9.1 Note any off-standard conditions or discrepancies under COMMENTS on the attached Data
Sheets.

9.2 Air flow test results acceptance is determined by the effluent engineer.

10.0 DISPOSITION

10.1 Inform Maintenance and Operations Management maintenance is complete.

10.2 Facility PIC shall ensure all caps, plugs, and instrumentation are restored to original
configuration. If metal tape was used, then PIC shall ensure new metal tape is used. PIC
print name, sign, and date Data Sheet 6.

10.3 Vent & Balance Reviewer ensure Data Sheets are complete, accurate, and legible.

10.4 Vent & Balance Reviewer print name, sign, and date Data Sheet 6.

10.5 Record Work Request Number(s) of any applicable work documents generated as a result of
this instruction on Data Sheet 6.

10.6 Return Work Package to Work Control for proper distribution of Work Package and Post
Review a6tivities.

10.7 Forward work package to Effluent Engineer for completion of required calculations and data
analysis. See Data Sheet 5.

10.8 When calculations are complete, Effluent Engineer signs arid dates Data Sheets 5 and 6.

-- - -- - -- - -- - - mA4AA . LWECO
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and Chapter 3, Part 2, "Work Preparation."
HNF-RD-8703, "Air Quality - Radioactive Emissions."
40 CFR 60, Appendix A, "Test Methods," Methods 1, 1A, 2 and 2C.
40 CFR 61, Subpart H.
WAC 246-247 and Radioactive Air emissions permit FF01.
HANFORD SITE AIR OPERATING PERMIT #00-05-006.
DOE/EH-0173T, ENVIRONMENTAL REGULATORY GUIDE.

,7-GN-166, "Stack Air Flow Test."
HNF-5173, "Project Hanfod Radiological Control Manual."
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12.0 ATTACHMENTS

FIGURE 1 - TEST PORT LOCATION
DATA SHEET 1 - CALIBRATION DATA FOR 291-A-1
DATA SHEET 2 - BACKGROUND DATA FOR 291-A-1
DATA SHEET 3 - FLOW MEASUREMENTS FOR 291-A-1
DATA SHEET 4 - DATA COMPLETION FOR 291-A-1
DATA SHEET 5 - CALCULATIONS DATA FOR 291-A-1 (Sheet 1 of 2)
DATA SHEET 5 - CALCULATIONS DATA FOR 291-A-1 (Sheet 2 of 2)
DATA SHEET 6 - DISPOSITION DATA FOR 291-A-1

- - - - -- - - - - - - - - - - TIK0-

4-------------------------------- f.

-

-. 4-



HNF-20611, Rev. 0

ResolutionlRetest CP-03-1531W
J7 WCN #1

291-AE, PUREX Upstream Air Flow Test Page 9 of 16

FIGURE 1
TEST PORT LOCATION
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DATA SHEET I - CALIBRATION DATA FOR 291-A-I

STEP # INSTRUMENT CALIBRATION DATA

HYGROMETER OR OTHER
AIR FLOW INSTRUMENT TEMPERATURE AND HUMIDITY

MEASURING EQUIPMENT
7.1.3

Flow Instrument Type Equipment Number

HSL Code Number HSL Code Number

HSLCa Due Date c HSL CaI Due Date

ADDITIONAL INSTRUMENT CALIBRATION DATA

Flow Instrument Type 4)
HSL Code Number

HSL Cal Due Date -

COMMENTS:

7.1.4

I s

Initials /Date

Th ~ ~ 1. IN Ll -. 0
- - - -- - - ---- -- - - -

'-1 n)

3

---------------- ------
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DATA SHEET 2 - BACKGROUND DATA FOR 291-A-1

STEP #BAROMETRIC PRESSURE READING

7.2.1 Hanford Weather Forecaster (373-2716)

Location Station Elevation Time of Barometric Pressure
Number (ft) Reading (in. Hg)

C 27.(Pb)
COMMENTS:

7.2.4

STEP #

7.3 Operating exhaust fan(s): _V

7.4 PRE-TEST LEAK CHECK

[Reading : 3.0 in. wg and stable (z 0.2 in. wg) for 15 sec.]

&11 A FAIL

(7.4.4) Impact Pressure .JtL3ia (7.4.6) Static Pressure 310 841

7.4.4 COMMENTS:
7.4.6

7.4.7

Initials / Date

THuhC Ut ALL WO 00
.-- -------------------- I

2-11
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DATA SHEET 3 - FLOW MEASUREMENTS

STEP # AIR FLOW MEASUREMENTS, 291-A-1

7.6.1 Port length 3 inches (external length plus wall thickness) added to traverse points.

7.6.2 Relative Humidity: %(RH)

7.8.4 Static Pressure: - / "%y, " w.g. (Pg)
Distance Null AngleTemperature and Velocity

7.6.3 Traverse inside
7.6.4 Point duct wall Port 1 (top) Port 2

7.6.5 No (inches) Type S pilot Hotwire Type S pitot Hotwire

PI c A Anemometer A Anemometer
Null t, VP FPM* FPM Null t V \P FPM* FPM

Angle (OF) ("wg) (ftlmin) (ft1min) Angle (OF) ("wg) (ft/min) (ft/min)
(0) (0F)9. (0)

1 15 -70 o5 2.' 225 C

2 39

3 63-c 63 jL 00 , V.6 26/ -790 a 0u
Total FPM Total FPM:

_r_-7 He' P 1  -e_ Port 4 (bottom)
15 300 & I

____ ___ __ /? 0 V57
2 39 0 r 0 C' 6 .,fo Z X76
3 63 9.. - oA

Total FPM 4-j ir? Total FPM:

* FPM = 4005 CP /VP = 4005 (0.84) A/P = 3364.2 /VP

Tirne test completed: (pcth i1 e 'A

YAJI3WC&
idig-

Initials/Date

-4 --------- --- -- - -

C>
0N

CD

- - - - - - - - - - - - - - - - - - - - - - IP-L4L) PrA t" ALL WK 00
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DATA SHEET 4 - DATA COMPLETION FOR 291-A-1

7.7 POST-TEST PRESSURE LEAK CHECK

[Reading z 3.0 in. wg and stable (t 0.2 in. wig) for 15 sec.

7.7.4 (7.7.4) Impact Pressure qi (7.7.6) Static Pressure. EA~/FAL
7.7.6

COMMENTS:

AIR FLOW CALCULATIONS

7.10.1 Total ts = ts1 + ts2 + ts3 + ... Total t hI 3)

7.10-2 Average ts = Total ts + 12 ts (avg)

7.10.3 Velocity FPM = 4005(0.84) /VP Data Sheet 3

7.10.4 Total FPM 3 q 75t 3)
Total FPM = FPMi + FPM2 + FPM3 + .. 0

7.10.5 Average FPM = Total FPM + 12 FPM (avg)

Flow Rate (cfm) cfm (total) /75
7.10.6 =FPM(avg) x duct area

=FPM(avg) x 61.22 ft2

Initials / Date

: , ~ ~ ~ ~ ~ ~ ~ ~ ~ ~ ~ ~ M -L -I -00 ---------- 1 ,.
- -- ---- ----- -- - -

2-13



HNF-20611, Rev. 0

ATTACHMENT 3

SAMPLING PROCEDURE, INSPECTION REPORTS
AND CHAIN-OF-CUSTODY

3-i



HNF-20611, Rev. 0

RESOLUTION/RETEST CP-03-152 /W

PUREX UPSTREAM AIR SAMPLING PAGE 1 OF 13

1.0 SCOPE

1.1 Air sampling will be performed upstream of the exhaust HEPA filters to provide
information that will be used to accurately verify PUREX stack unabated emissions
potential. This will involve the following activities, by section:
6.1 FABRICATION OF SAMPLE PROBE
6.2 ASSEMBLY OF SAMPLING INSTRUMENT CABINET
6.3 SAMPLE FILTER PREPARATION AND INITIAL DOCUMENTATION
6.4 INSTALLATION AND LEAK TEST OF SAMPLING EQUIPMENT
6.5 OPERATION OF SAMPLER
6.6 SAMPLING SYSTEM INSPECTION, FILTER REPLACEMENT, AND PROBE

REPOSITIONING
6.7 FINAL SAMPLE AND PROBE REMOVAL FOR LABORATORY ANALYSIS
6.8 RESTORATION

Sampling will be performed for one day each at 12 positions, corresponding to each of
the 12 HEPA filter faces; 3 positions along each of 4 traverses. Each sample position
must be sampled for approximately the same time. Sample filters must be replaced as
required to maintain adequate sample flow rate. The sample probe must not be left in the
duct when not sampling for extended periods. Section 6.6 of this procedure is to be used
repeatedly for the daily system inspections, filter replacements (as needed), and daily
probe repositioning. Additional Sampling System Inspection Report sheets and COCs
may be added as needed. Steps may be repeated as necessary to obtain the required
samples, as determined by the effluent engineer. Sample duration will be designated by
the effluent engineer. Sample flow rate may be re-designated by the effluent engineer.

2.0 SPECIAL TOOLS, EQUIPMENT, AND MATERIALS

* Calibrated rotameter, 40-400 scfh.
* Calibrated vacuum gage, 0-30" Hg
* Sample filter holders, flow control yalve, vacuum pump, sample cabinet, miscellaneous pipe,

tubing, hose, fittings, as required.
* Black ink pen
* Sample envelopes
* Plastic bag(s)
* Versapore 3000 Filter Papers (TN, or equivalent)
* Silver Zeolite cartridge, Hi-Q AGX-2 or equivalent

3.0 REFERENCES

3.1 Engineering Sketch (ES-CP-03-00152-1 Shl, Rev. 3)

3.2 Attachment 1 - Sample Probe Positions

3-1
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3.3 Attachment 2 - Pressure Correction Chart

3.4 Attachment 3 - Sampling System Inspection Report

3.5 Attachment 4 - PUREX Upstream Air Sample Chain-of-Custody

4.0 PRECAUTIONS/LIMITATIONS

4.1 Observe the appropriate RWP and plant area entry requirements.

4.2 If during performance of this procedure, any of the following conditions are found, stop
work, place equipment in a safe condition, and notify Effluent Engineer and Radiological
Control Supervisor:

& Any equipment malfunction that could prevent fulfillment of its functional
requirements.

* Personnel error or procedural inadequacy that could prevent fulfillment of procedural
requirements.

4.3 In the event of an emergency, call 911, then the Facility Point-of-Contact at 528-1350.

4.4 Sampler is required to be inspected daily, probe repositioned daily, and flow adjusted
daily. Notify Effluent Engineer of problems.

4.5 The contaminated duct is under negative pressure, so it draws in air when opened for
confinement of radionuclides. Utilize the same radiological control measures as routinely
performed during aerosol and air flow tests. An RWP will be required for this work. Re-
use or replace port caps as required by Radiological Control. Glove and equipment
surveys will be performed each time potentially contaminated equipment is removed,
opened, or handled.

5.0 PREREOUISITES

5.1 Ensure that the rotameter and vacuum gage have been calibrated prior to installation.
Ensure copies of calibration certification and data sheets are included in the work
package.

5.2 Personnel Requirements

RCT support is required throughout to ensure radiological control, and nuclear operators
as required. Pipe Fitter required for fabrication, assembly, installation, repeated probe
positioning, removal, and restoration. Sample filter preparation, filter replacements,
sampler operating adjustments, and inspections are performed by an RCT.

1-9
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6.0 INSTRUCTIONS

NOTE:
Section 6.6 of this procedure is to be used repeatedly for the system inspections, filter
replacements (as needed), and probe repositioning. Additional Sampling System
Inspection Report sheets and COCs may be added as needed. Fabrication, assembly and
preparation steps (6.1 - 6.3) may be performed in parallel. Perform fabrication and
assembly steps only as needed, re-using the system assembled for B-Plant sampling, as
available. Steps may be repeated as necessary to obtain the required samples, as
determined by the effluent engineer. Work steps may be performed in parallel, out of
sequence, or repeated as appropriate to assist with efficient implementation of this
multi-craft effort, when authorized by the PIC and Effluent Engineer/Design Authority.
Record any comments in the craft log.

6.1 FABRICATION OF SAMPLE PROBE

6.1.1 Fabricate air sample probe according to engineering sketch. Ensure a 5-
diameter radius bend, as measured from center of tubing. Sharpen exterior
nozzle tip.

6.1.2 Fabricate/assemble probe mountings according to engineering sketch. Set collar
to indicate probe nozzle orientation.

6.2 ASSEMBLY OF SAMPLING INSTRUMENT CABINET

6.2.1 Assemble a vacuum gage, rotameter, flow control valve, vacuum pump,
pipe/tube/hose and fittings into sampling cabinet according to engineering
sketch layout. Install suction and exhaust hoses, fittings, and sample filter
holders.

6.3 SAMPLE FILTER PREPARATION AND INITIAL DOCUMENTATION

6.3.1 Prepare air sample filter Versapore 3000 and silver zeolite cartridge using the
following Numbering system:

SAMPLE NUMBER DESIGNATION

Sample Point Identification: 291-A-I Upstream
Sample Number: - IA, IB, IC... (primary filter), 2 (secondary filter),

3 (silver zeolite cartridge)

6.3.2 Record sample point identification, sample number and "on" date on the outside
edge of the sample filter and on the side of the silver zeolite cartridge.

1-13
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6.3.3 Ensure air sample envelopes are labeled with following information:

' Sample Point Identification (i.e. 291-A-1 Upstream)

Sample Number

Sample "on" date

6.3.4 Ensure current date is recorded on the Sampling System Inspection Report
(Attachment 3).

6.3.5 Ensure rotameter and vacuum gage identifications and calibration expiration
dates are correctly recorded on Inspection Report, and expected flow rate (3.0
scfrn, or as directed by effluent engineer).

6.4 INSTALLATION AND LEAK TEST OF SAMPLING EQUIPMENT

6.4.1 Place sampling instrument cabinet near the intended sampling location, as
identified in engineering sketch. Ensure the flow control valve is shut.

6.4.2 Remove cap from the 1/2" port, place in bag for storage and re-use, and install
exhaust hose onto duct, as identified in engineering sketch.

6.4.3 Insert labeled sample media into sample holders.

6.4.3.1 Ensure sample filter support screen is in place, and check condition of o-
ring on combination sample holder.

6.4.3.2 Place new, labeled, air sample media in sample holders. Ensure silver
zeolite cartridge is positioned with airflow arrow pointing in the direction
of air flow.

6.4.3.3 Close and ensure all components of sample holders are hand-tight.

6.4.4 Attach sample probe to sampling system.

6.4.5 Leak test system:

6.4.5.1 Ensure all connections are tight, with exception of probe mount slide
connection.

6.4.5.2 Open flow control valve, start pump, block probe nozzle, and verify flow
rate drops to zero on rotameter.

6.4.5.3 Repeat these steps until system passes leak test.
6.4.5.4 Stop pump and shut flow control valve.

6.4.6 Remove cap from the top 4" port for sample probe installation, as identified in
engineering sketch, and place in bag for storage and re-use.

6.4.7 Clean any debris from port.

3-4
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NOTE:
To ensure a representative sample, it is important to avoid scraping the probe nozzle on
any potentially contaminated internal duct or port surfaces.

6.4.8 Install sample probe into duct:

6.4.8.1 Carefully insert probe into port to the I' sampling position (15" inside
duct, see Attachment 1), with nozzle facing upstream, away from the
HEPA face, verifying orientation with the shaft collar. Ensure nozzle tip
does not scrape any port or duct surfaces, to prevent sample
contamination.

6.4.8.2 Tighten the probe mount slide connection. Provide external probe/hose
support as required.

6.5 OPERATION OF SAMPLER

6.5.1 Perform general sampler system check:

6.5.1.1 Inspect for proper configuration, no loose, or danged components.

6.5.1.2 Check rotameter tube, and float for debris (e.g., oil, dirt, or foreign
matter).

6.5.1.3 Record result of system check on Inspection Report. Document
problems in "Comments' section.

6.5.2 Open flow control valve.

6.5.3 Start vacuum pump.

6.5.4 Using vacuum gage and Attachment 2 (Pressure Correction Chart), adjust
sample flow control valve to obtain the desired rotameter indication for the
required sample flow rate of 3.0 scfm, or as designated by the effluent engineer.

6.5.5 Obtain initial readings forsampler operation at the 1 probe position: Record

start time, initial rotameter and vacuum gage readings and actual flow rate (as
determined from the Pressure Correction Chart, Attachment 2) on Inspection
Report and sample envelopes.

6.6 SAMPLING SYSTEM INSPECTION, FILTER REPLACEMENT, AND PROBE
REPOSITIONING

6.6.1 Obtain final readings at the current probe position: Record date, time, final

readings from rotameter and vacuum gage, actual flow (as determined from the

Pressure Correction Chart, Attachment 2), and RCT initials/HID# on the
Inspection Report.

3-5
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6.6.2 Replace filter, as required. If flow has dropped more than 0.1 scfm from the
previous days' flow, contact the effluent engineer (Dan Johnson; 373-4209,
pager 85-3643) to determine whether the filter needs to be changed.

6.6.2.1 Prepare replacement sample filter and envelope per step 6.3, and record
new primary sample # (lB, IC, ID. .. etc.) on Inspection Report.

6.6.2.2 Remove primary air sample filter from first sample holder, take a direct
survey measurement, place filter in a pitri dish, then in an air sample
envelope. Record the sample # and survey reading in the comments
section of the Inspection Report.

6.6.2.3 Record "off' rotameter and vacuum readings and actual flow on sample
envelope,

6.6.2.4 Record date/time "off" on sample envelope.
6.6.2.5 Record signature and Payroll Number on envelope.
6.6.2.6 Insert labeled sample filter into sample holder.
6.6.2.7 Close and ensure all components of sample holder is hand-tight.

6.6.3 Reposition probe to the next position according to the sequence indicated in
Attachment 1.

6.6.3.1 For next positions 2, 3, 5, 6, 8, 9, 11 and 12, loosen the probe fitting, and
slide the probe in 24" to the next position.

6.6.3.2 For next positions 4, 7 and 10, remove probe, and re-install at the next
port, as follows:

6.6.3.2.1 Shut off vacuum pump and close flow control valve.

6.6.3.2.2 Remove cap from next port.

6.6.3.2.3 Carefully remove probe from port, ensuring nozzle tip does
not contact the inner duct or port surfaces, to prevent
contamination of sample. Remove probe by pulling it
through a damp cloth to remove any external contamination,
and enclose in plastic sleeve. (If the probe is to be stored for
a period before it is re-inserted, contact Effluent Engineer for
direction. Restore operation upon re-insertion.)

6.6.3.2.4 Insert probe into next port, 15" into the duct.

6.6.3.2.5 Cap previous port.

6.6.4 Perform general sampler system check:

6.6.4.1 Inspect for proper configuration, no loose, or damaged components.

2 r
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6.6.4.2 Check rotameter tube, and float for debris (e.g., oil, dirt, or foreign
matter).

6.6.4.3 Record results of system check on Inspection Report. Document
problems in "Comments" section.

6.6.5 Perform flow rate adjustments as needed:

6.6.5.1 Re-start vacuum pump and open flow control valve, if shut off previously
for probe removal.

6.6.5.2 Compare actual flow to Expected Flow Rate.

6.6.5.3 Adjust flow control valve to achieve Expected Flow Rate.

6.6.5.4 Ifunable to achieve desired flow rate, then document problems in
"Comments" section of Inspection Report, continue inspection and notify
effluent engineer.

6.6.6 Obtain initial readings for the new probe position: Record the date, time, initial
rotameter and vacuum gage readings, and actual flow as determined from
Pressure Correction Chart (Attachment 2) for the new sampling position on the
Inspection Report.

6.7 FINAL SAMPLE AND PROBE REMOVAL FOR LABORATORY ANALYSIS

6.7.1 Obtain final readings for the last ( 12 "') probe position. Record date, time, final
readings from rotameter and vacuum gage, actual flow (as determined from the
Pressure Correction Chart, Attachment 2), and RCT initials/HIDH on the
Inspection Report.

6.7.2 Remove primary air sample filter from first sample holder, take a direct survey
measurement, place filter in a pitri dish, then in an air sample envelope.. Record
the. sample # and survey reading in the comments section of the Inspection
Report.

6.7.3 Remove secondary air sample filter from second sample-holder, take a direct
survey measurement, and then place in air sample envelope. Record the survey
reading in the comments section of the Inspection Report. (Note: The
secondary filter provides assurance that the downstream sampling equipment
has not been contaminated by the sampling).

6.7.4 Remove silver zeolite cartridge, place in a plastic bag, and then place in air
sample envelope.

6.7.5 Shut off vacuum pump and close flow control valve.
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6.7.6 Carefully remove probe from port, ensuring nozzle tip does not contact the inner
duct or port surfaces, to prevent contamination of sample. Remove probe by
pulling it through a damp cloth to remove any external contamination, and
enclose in plastic sleeve. Plug probe nozzle with tape to contain contamination.

6.7.7 Cap sample port.

6.7.8 Disconnect between primary and secondary sample holders, leaving the probe
and primary sample holder intact.

6.7.9 Cut probe into -2' sections, or as directed by effluent engineer (for laboratory
handling).

6.7.10 Disconnect sampling system exhaust from port. (Remove the fitting from
sampling exhaust system, and store separately if contaminated, or per RadCon
direction, to ensure equipment is releasable for use elsewhere). Store all
components for future re-use.

6.7.11 Cap exhaust port.

6.7.12 Record "off' rotameter and vacuum readings and actual flow on sample
envelopes.

6.7.13 Record date/time "off' on sample envelopes.

6.7.14 Record signature and Payroll Number on envelopes.

6.7.15 Fill out COC form as follows:

* Dates and Times on
* Dates and Times off
* On Flow Rates (actual flow)
* Off Flow Rates (actual flow)
- Comments

6.7.16 Sign and enter HID on the COC form at the "Sample Collected By" line.

6.7.17 Perform survey of sample containers for shipment.

6.7.18 Package probe and samples for shipping to the laboratory. Consult S&M Waste
Specialist for packaging and shipping instructions.

6.7.19 Contact effluent engineer to determine the appropriate laboratory (WSCF or
222-S).

6.7.20 Transport samples to the laboratory.

6.7.21 Obtain copy of COC form, documenting laboratory receipt, and place copy in
the work package.
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6.8 RESTORATION

6.8.1 Relocate sampling system, as required.

6.8.2 Clean up any construction debris associated with the job and properly dispose in
the appropriate waste receptacle. Contact waste management personnel for
guidance as required.

7.0 RETEST

7.1 Repeat steps as necessary to obtain the required samples, as determined by the Effluent
Engineer. Additional Sampling System Inspection Report sheets and COCs may be
added, as needed. Record any comments in the craft log.

I n
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ATTACHMENT I

SAMPLE PROBE POSITIONS

Cross-section layout of the 3-wide by 4-high HEPA bank. The sampling points are positioned upstream of
the centers of HEPA filters. The sample points are numbered from the perspective of the filters, facing

upstream.

15" 39" 63"

-,1 n

J-4

1 2 3

4 5 6

7 8 9

10 11 12
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ATTACHMENT 2
PRESSURE CORRECTION CHART FOR DWYER 40 TO 400 SCFH ROTAMETER
CALIBRATED AT STANDARD CONDITIONS * WITH ACTUAL FLOW IN UNITS OF SCFM

INDICATED VACUUM ON GAUGE (INCHES Hg)
FLOW

READING 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
(SCFH)

150 2.3 2.2 2.2 2.1 12.1 2.0 2.0 1.91 1.9 11.8 1.8 1.7 1.6 1.6 1.5
155 2.4 2.3 2.3 2.2 2.2 2.1 2.1 2.0 1.9 11.9 1.8 1.8 1.7 1.6 1.6
160 2.4 2.4 2.3 2.3 2.2 2.2 2.1 2.1 1 2.01 1.9 1.9 1.8 1.8 1.7 1.6
165 2.5 2.5 2.4 2.4 2.3 2.2 2.2 2.1 12.1 112.0 1.9 1.9 1.8 1.7 1.7
170 2.6 2.5 2.5 2.4 2.4 2.3 2.3 2.2 2.1 2.1 2.0 1.9 1.9 1.8 1.7
175 2.7 2.6 2.6 2.5 2.4 12.4 2.3 2.3 1 2.2 2.1 2.1 2.0 1.9 1.8 1.8
180 2.7 2.7 2.6 2.6 2.5 1 2.4 2.4 2.3 2.3 2.2 2.1 2.0 2.0 1.9 1.8
185 2.8 2.8 2.7 2.6 2.6 2.5 2.5 2.4 2.3 2.2 [ 2.2 2.1 12.0 1.9 1.9
190 2.9 2.8 2.8 2.7 2.6 2.6 2.5 2.5 2.4 2.3 2.2 2.2 2.1 2.0 1.9
195 3.0 2.9 2.8 2.8 2.7 2.7 2.6 2.5 2.4 2.4 2.3 2.2 2.1 21 2.0
200 3.0 3.0 2.9 2.9 2.8 2.7 2.7 2.6 2.5 2.4 2.4 2.3 2.2 2.1 2.0
205 3.1 3.1 3.0 2.9 2.9 2.8 2.7 2.6 2.6 25 2.4 2.3 2.2 2.2 2.1
210 3.2 3.1 3.1 3.0 2.9 2.9 2.8 2.7 26 2.6 2.5 2.4 2.3 2.2 2.1
215 3.3 3.2 3.1 3.1 3.0 2.9 2.8 2.8 2.7 2.6 2.5 2.4 I 2.4 2.3 2.2
220 3.3 3.3 3.2 3.1 3.1 3.0 2.9 2.8 2.8 2.7 2.6 2.5 I 2.4 2.3 2.2
225 3.4 3.4 3.3 3.2 3.1 3.1 3.0 2.9 2.8 2.7 2.6 2.6 I 2.5 2.4 2.3
230 3.5 3.4 3.4 3.3 3.2 3.1 3.0 3.0 2.9 2.8 2.7 2.6 2.5 2.4 2.3
235 3.6 3.5 3.4 3.4 3.3 3.2 3.1 3.0 2.9 2.9 2.8 2,7 2.6 2.5 2.4
240 3.7 3.6 3.5 3.4 3.3 3.3 3.2 3.1 3.0 2.9 2.8 2.7 2.6 2.5 2.4
245 3.7 3.7 3.6 3.5 3.4 3.3 3.2 3.2 3.1 3.0 2.9 2.8 2.7 2.6 2.5
250 3.8 3.7 3.6 3.6 3.5 3.4 3.3 3.2 3.1 | 3.0 2.9 2.8 2.7 2.6 2.5
255 3.9 3.8 3.7 3.6 3.6 3.5 3.4 3.3 3.2 3.1 3.0 2.9 2.8 2.7 2.6
260 4.0 3.9 3.8 3.7 3.6 3.5 3.4 3.4 3.3 -3.2 3.1 3.0 2.8 2.7 2.6
265 4.0 3.9 3.9 3.8 3.7 3.6 3.5 3,4 3.3 3.2 3.1 3.0 12.9 2.8 2.7
270 4.1 4.0 3.9 3.9 3.8 3.7 3.6 3.5 3.4 3.3 3.2 3.1 J3.0 1 2.8 2.7
275 4.2 4.1 4.0 3.9 3.8 3.7 3.6 3.5 3.4 3.3 3.2 3.1 3.0 2.9 2.8
280 4.3 4.2 4.1 4.0 3.9 3.8 3.7 3.6 3.5 3.4 3.3 13.2 3.1 2.9 2.8
285 4.3 4.2 4.2 4.1 4.0 3.9 3.8 3.7 3.6 3.5 3.4 3.2 [.3.1 3.0 2.9
290 4.4 4.3 4.2 4.1 4.0 3.9 3.8 3.7 3.6 3.5 3.4 3.3 3.2 3.1 2.9
295 4.5 4.4 4.3 4.2 4.1 4.0 3.9 3.8 3.7 3.6 3.5 3.4 3.2 3.1 3.0
300 4.6 4.5 4.4 4.3 4.2 4.1 4.0 3.9 3.8 3.6 3.5 3.4 3.3 3.2 3.0

4.6
4.7

4.5 4.4 4.41 4.3
4.6 4.5 4.4 4,3

4.1
4.2

4.0 [ 3.9 3.8
4.1 | 4.0 3.9

3 .7
3.86

3.6
S3.6 |

3.5 3.3 3.2 3.1
3.5 1-3.4 .3.3 3.1

4.8 4.7 4.6 4.5 4.4 4.3 4.2 4.1 3.9 3.8 3.7 3.6 3.4 3.3 3.2
4.9 4.8 4.7 4.6 4.5 4.4 4.2 4.1 4.0 3.9 3.8 3.6 3.5 3.4 3.2
4.9 4.8 4.7 4.6 4.5 14.4 4.3 4.2 4.1 40 13.8 3.7 3.6 3.4 .3
5.0 4.9 4.8 4.7 I 4.6 4.5 4.4 I 4.3 4.1 4.0 I 3.9 13.8 3.6 3.5 3.3I

* Standard Conditions: Pressure= 29.92 " Hg ; Temperature = 70 Degrees F.
Pressure Correction calculation from DWYER: Q2 = Q1/60*SQRT((29.92-P2)/29.92)

NOTE: Contact the Effluent Engineer for pressure corrections outside the ranges indicated above.

3-11
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J-4 CP-03-152 /W

PAGE 12 OF 13PUREX UPSTREAM AIR SAMPLING

ATTACHMENT 3
SAMPLING SYSTEM INSPECTION REPORT

Sample Point ID Rotameter ID Rotameter Expiration Vacuum Gage IQ Vacuum Gage Expiration )xpected Flow Rate
291-A-I Upstream i tr-os.cot - i-il .22-1 0 qgq - 6._ s

Time

Initial
Rotameier
Reading

(clh)

In ial I
\'acuumi
Rea'dine

("lie)

A-ctual

(scfhi)

Dfame Time

Final
Romnieter
Reading

(cl1)

Iinal
Vaetllm Actual

(sfm)
System Check RCT lnitia lID #

.IA jml oq 101 Zoo S.C i .0 I$p6oq our 200 5 C . at Unsat

2 1 -X 2 -As st. 2 lo 01o 24 S s Sat iUnsat Otqgq-S

I A- zcis m,- 2o S.0 3.0 4\-trl o- so 2cc s.a t 0 Unsat

4 2\N_ 1 2 _ ovoo Zoo s.0 &..o 7iql i x C o Zoo s.0 1.o Unsat

Pr jfr Z\26\ ct q Zac S.0 3.0 31,). mV oo :oo S.0 at Unsat
6 A sIo- o too 3 Z.o 0-o icc S.0 %.o at Unsat

7 1 __ I -~ 3 1 4 oS Zs zoo s.0  .o 3Wo'5 oIC , zoo S.0 3.0 at Unsat ;
A 1 \1\oi o o z 's.0 1.0 3100 0i __ _o S:. ?1. C Sat Unsat

9 1' jq4 qc" zoo S.o %.o ailoq o20s 3.0 Sat Unsat .

10 yeq ~* ~o o s. 0  -; .0 Unsat-

11 3't ot t ot 0 3. s01\t o* - . .Q ( a Unsat o
12 d -s c S 3. 3jS . ) Unsat C 1.4isqR

Comments:

*1

C>

0D

/A - I1tN-y

2 - wl4

5000 LS.oon! .. G

;1 a, onmz )-
a? mcIt ,s e

S-moq i'loI~~ cc 1 0 0 bLp- C

PL S. 4 "r~-2 Lrs we~1~~c~-.', o

RESOLUTION/RETEST

Posilion IPrimalv
Samilple #

Date

%-11-011



J4 RESOLUTION/RETEST CP-03-152 /W

PUREX UPSTREAM AIR SAMPLING PAGE 13 OF 13

ATTACI-HMENT 4

PUREX UPSTREAM AIR SAMPLE CHAIN-OF-CUSTODY

Company: FH Analysis Request: Gross AlphalBeta and GEA on each individually (primary, secondary, and probe
Company Contact: Dan Johnson, 373-4209 rinses), then combine all for Sr-90, Pu isotopic, Am-241. Analyze silver zeolite cartridge for 1429.

Sample Sample Point On Off On Off
-Flow Pale Flow RateNumber ID Date Time Date Time (Sch) (scfrl Comments

IA 291-A-i Upstream i. s) D 1 0 s 2 ? s -S. 0 Primary filter

1B 291-A-1 Upstream " 4 Primary filter

IC 291-A-i Upstream Primary filter

ID 29I-A-i Upstream ----- Primary filter

I E 291-A-I Upstream A- Primary filter

IF 291-A-1 Upstream 4 ------- Primary filter

2 291-A-1 Upstream 2 2 to' 5 3 o'i 2. _ 5 _ _ ao Secondary filler

3 291-A-1 Upstream 2 5)i5 q l(15-0 5 3. Silver Zeolite Caridge

Probe 2- Decon probe and filter holder for re-use. Include this as part ofProbe___ 291-A-11Upstream 2_ zs in' 1o 1:I 2~ q 17 I2 5 a~ :Z.0O the probe sample.

Sample Collected BJC2 ______ I
Signature

Relinquished 83 c a --
Siqlure

Received By: i r -
Signature

HID

HOPf

H D#

Date: III S I

Date:

Time: 073 S

Time: >

Relinquished By:
Signature HID#

Received By,
Signature HID#

Relinquished By:
Signature HID#

Date:

Date:

Date:

Time:

Time:

Time:

LABORATORY
FINAL SAMPLE DISPOSAL METHOD: By: - Dale:

Signature

CD

C

CD

*1'*

Time:
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e ENERGYNORTHWEST
Ra-aps..a Visa Sakol

Standards Laboratory
Plant SupportFaclity
-D 1025, PO Box %8

PJchhand, WA 9935-0968
Phone 45091 377-03 FAX (509) 377-E219

Certificate of Calibration
Manufacturer: DWYER

Description: FLOWNETER
Repon Number: 1062509711
Reklise Nunber:

Cusrnmer/ MSIN: MCCOLLUM CR - WIPP-CP / R3-30

Modkl: RMC-104
Asset Number: 776-28-03-002
Serial Number: NtA-.CA ).3

Ref. Number: 03-01759
Building: 2620W

CALTBRATION INFORMATION

Test Conditions:
Receive Date: 2-Sen-03 Procedure / Rev: 24-33 RC\. 0.1

Calibration DItc: 2-Sep-03 Temperatre: 73.0 F
Calibraion Due: 2 -Sep-04  Humidity: 42 %

Technician P. J. Rumbcetw

Test Results:

Pass: 
Incomplete: N
Limited:
As Found.
As Ltft:

Rernarks:

PASS
PASS

STANDARDS USED FOR CALiBRATION.

Manufacturer

OMEGA
OMEGA
MENSOR

SETRA
COX INSTR. CO
COX INSTR. CO.
COX INSTR. CO.

.OMEGA

Description

UNKNOWN
UINK NOWN
6010

270
0.C-44
0.062
0.038
CT4-35B

Ca!bralon Dat Due Date

NOZZLE TEMP MONiTOR
UUT TEMPMONTTOR
NOZZLE PRESSURE X-DUCER
0-150 PSI
ULU PRESSURE X-DUCER
SONIC FLOW NOZZLE
SONIC FLOW NOZZLE
SONIC FLOW NOZZLE
HYGROTHERMOGRAPH

-4j.
.< NotesiGeneral Conditions.

The standards and calibration pmgran of the Enery Northwest Standards Laboratory complies with the requiremens of 10
CFR50 Appcrdix B aM ANSI/NCS L Z-540-1.
Uness otbervte noted: The
standards used in this calibraion, des:ribed in the refremncedcalibradon pwccdurc with assccbd uncercdes or toternces,
are traccable to the Naional Institute of Standards ad Technology (NIST) The total uncertaiuies or toerances of the standards

used arr no grcater than 25% of the tolerance o m. unit wsted. There are no special limitatiorts of use imposed on this item 7
This Re p may ot be reproduced. cxcept Li ful, A idwut the permineon of the Energy Northwest Stadards Laboraiory.

. , Z 9 3 -1 4 . 4

Asset Number

0063116
0063060
DCI -80-02-001

D)I -80-02-C0
001-28-06-002
0O-28-IM-003
001-28-06-C04
002-32-07-C03

51 2C03

511,003
3!5.2003

3/52C03
10;24!:00;
1 024!2001

'0;22001
31C/Z003

51/2004
5112D)4

3/3/2CC4
10/24/2006
10241206
10124)2006
35:9204

r

'1(
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(ENERGYNORTHWEST

Standards Laboratory

Calibration Results Rep6rt
Repert of Cibradon Trceabe to the N6tkal Itktq of Sodards and Tehnolojy (NIT)

Ca2 Code MD Manufacture! Mode! Seria No. ?

776-28-03-002 DWYER RMC-104 - -N __

Procedlale/Reviscn: Perfomied by Codihoo FIL: Resl -

4-38 0 P. J. Rumbelow FOUND-LEFT PASS
Tenperature HumiIty: Cal Date Due Da e

73.0 F 42 4 91212003 9;212004

Ratgs:

mnd.,dt Used
set MF - Modml Dscrlption Cat. Da Ou Date

c3511 OM EGA UNKJNOWN I4OZZLE TEMP MNITOR 51112CC3 /1/l2004

63050 OMEGA UNKNOWN JUTTEM MONiTOR 5S1/2C'C I .12004
1-80-02-001 WENSOR 6010 NOZZLE PRESSURE X-DIUCER 5/ 20cC 6/5/2004

0-150 PSI
1-2-02-0cc SETRA 270 UUT PRESSURE X-DUCER 3S:2003 3!5:2004
1.2-UC-002 . CCX :NST.. CO. 0.044 SONC FLOW NOZZLE 10!20c1 10f24/2X6
i-23-0C'-032 CQX INSTR. CO. C,0S2 SON;C FLOtA NOZZLE 10;24'2MI1 I024'20C.
1-28-08-004 COX INSTR. CO. 0088 EONIC FLOW NOZZLE 10'24,20? 10/24/2006

12-32-07-003 OMEGA CT488 HYGROTHERMOGRAPh /672003 5/3'2004

est Data
STD TRUE -NIT UNDER TEST ------- E n NO71

EST# PAPAMETER VALUE READiNG TOLEPANCE UUT ERROR (% of Tcl) 1UR USE
80.00 SCFHz E3.190 79.21 a SCFE -3.9823732 50
160.00SCFHZ 16i.010 156.41 SCPK -2.E95746 SCFz 32

3 240.00_SCFHz 238.992 237.62 2 SCFH -1.370619 SCFHZ 17
4 220.00 SCFHz 315.664 316.33 8 SCFN 1.144507 SCFHz 14

5 400.00 SCFHz 395.012 356.04 8 SCFH -2.976346_SOFE: 37
TLRn < 4:1 are reporced tnder TUF in the Test Data .

verification completed

End of Test Data

RO'19wed Dy:

R-wt Mmb& 1062509
Modet:8IMC-104 CalCod e:77-28-03-002 SIN:N;A
CaVbrated on: 92'2003 at 13:35:11

s B

AL La
e 1--. --
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RESOLUTION/RETEST

B-PLANT UPSTREAM AIR SAMPLING

CP-03-15I/W

PAGE 12 OF 12

CALIBRATION DATA SHEET

qOt calrisra4 icn
INPUT RANGE
OUTPUT RANGE
INPUT M&TE TOLERANCE

0 to 30" Hg.
0 to 30" Hg.
0.15 " Hg.

STANDARD .o S1 t/

EXPIRATION DATE

TOLERANCE

S. N, ()I

--6 4, -z

DATA:

INPUT VALUE OUTPUT VALUE LOW LIMIT UPPER LIMIT AS-FOUND AS-LEFT

/2. / . I

J-4

VQ C CAtP/

h-e cc6r-d

krce vruS tifS

Pac4-+- o:z -z-cy

4

12

20

4

12

20

5.5

13.5

2.5

10.5

18.5 21.5

3-16
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ATTACHMENT 4

LABORATORY REPORT;
SAMPLE ANALYiSIS RESULTS
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Fluor Hanford
WSCF Laboratory Analytical Services
P.O. Box 1000
Richland, WA 99352
Telephone 373-7495
Telefax 372-0456

FLUOR
Memorandum

WI 141-SLF-04-185

To: D. L. Dyekman H8-13 Date: May 27,2004
D. L. Johnson LI-05

From: S. L. Fitzgald, nage
WSCF Analytical Chemistry

cc: w/Attachments w/o Attachments
T. F. Dale S3-30 D. J. Hart S3-30
H. K. Meznarich S3-30 M. A. Neely S3-30
P. D. Mix S3-30 H. S. Rich S3-28
J. E. Trechter S3-30 File/LB

Subject:. FINAL RESULTS FOR PUREX STACK UPSTREAM SAMPLE PROBE; 291-A-1 STACK-
SAMPLE DELIVERY GROUP WSCF20040513

Reference: (1) Memo, DL Dyekman to SL Fitzgerald, dated March 15, 2004, Letter of Instruction for
Analysis of Internally Deposited Radionuclides in the 291-A-I PUREX Stack Upstream Air
Sample Probe (F9300-04-01)

(2) HNF-SD-CD-QAPP-0I7, Rev. 6, Waste Sampling & Characterization Facility Quality
Assurance Plan

This letter contains a revised narrative (Attachment 1) for sample delivery group WSCF20040513. The
narrative was revised to correct sample volumes used for analysis.

SLF/grf

Attachments I

4-1
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WI 141-SLF-04-185

ATTACHMENT I

NARRATIVE

Consisting of 2 pages
Not including cover page

I.

4-2
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Attachment 1
Narrative

Sample Delivery Group WSCF20040513
Sample Matrix WATER/FILTER
Sample Visual N/A
SAF Number n/a
Data Deliverable Summary Report

Introduction

Two (2) filter samples, 291-A-1 UPSTREAM #1A, 291-A-1 UPSTREAM #2, one (1) silver
zeolite filter sample 291-A-I UPSTREAM #3 and twelve (12) GRAB Segment 1 Rinse 1-3,
Segment 2 Rinse 1-3,Segment 3 Rinse 1-3, Segment 4 Rinse 1-3 samples were received from
Effluent and Environmental Monitoring (EEM) at the WSCF Laboratory on March 15 and April
1,2004.

The two filters were analyzed for Gross Alpha/Beta and then used to create a composite COMP
291-A-LUPSTREAM IA & 2 which was analyzed for GEA. The 291-A-1 UPSTREAM #3 filter
was analyzed for GEA.

Sample preparation - Each sample tube consists of four segments. Each segment was rinsed with
100 mL of acid. Each 100 mL rinse sample was split into 50 mL aliquots. A 50 mL aliquot for
each rinse was analyzed for Gross Alpha/Beta.

The remaining 50 mL aliquot from each rinse was combined into a composite sample and 125 mL
of water was added for a total composite sample size of 725 mL.

Results for the rinses and composite samples listed in Appendix 1 are raw results and do not
include their final volume. The final results may be calculated as follows:

* Rinse samples final results = (reported result) x (0.1 L)

" Composite sample final result for the 2 samples = (reported results) x (.725 L) (2).

The samples were analyzed for analytes indicated on the attached copy of the chain of custody
(COC) form.

The narrative (Attachment 1) will address sample characteristics, analyses requested and general
information in performance of the analytical methods. A Data Summary Report (Attachment 2)
includes analytical results, a comment report detailing method abnormalities, tentatively
identified peaks if applicable, method references, and Laboratory QC information. Copies of the
chain of custody and Request for Sample Analysis forms are included as Attachment 3.

1

1-1
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Analytical Methodologx for Requested Analyses

* All Radiochemistry analyses (AEA, GEA, Gross Alpha/Beta, Sr-89190) were run by
internal WDOE accredited WSCF procedures. Analytical work was performed with no
deviations to the approved method.

Comments

Radiochemistry - There are no hold times associated with these WDOE accredited methods. A
Blank and Laboratory Control Sample was run with each analytical batch for the rinse samples.
The composite rinse sample QC included a Blank, Duplicate and Laboratory Control Sample.
See pages 2-12 through 2-18 for QC details. Analytical Note: The analytical result for Sr-89/90
is a total for both isotopes. The AEA Duplicates were flagged for poor RPD, all other batch QC
was acceptable. The duplicate RPD difference was accept-as-is per radiochemistry chemist. All
other QC data was within acceptable limits

This Summary Report is in compliance with the SOW, both technically and for completeness.
Release of ata containe 'n this hard copy report has been authorized by the WSCF
Laborat a Ma an lient Services, as verified by the following signature.

e rlene S. Rich
/WSCF Productio Control

Abbreviations
Hg - mercury
IC - ion chromatography
ICP - inductively coupled plasma
ICP/AES - ICP/atomic emission spectroscopy
ICP/MS - ICP/mass spectrometry
Total U - total uranium
AT/TB - total alpha/total beta
AEA - Alpha Energy Analysis
WTPH--G - Total Hydrocarbons-Gasoline

Am - americium
Cm - curium
Pu - plutonium
Np- neptunium
GEA - gamma energy analysis
H3 - Tritium
Sr- Strontium 89, 90
WTPH-D - Total Hydrocarbons-Diesel
TSS -Total Suspended Solids

2

1-2

4-4
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W1141-SLF-04-167

ATTACHMENT 2

ANALYTICAL RESULTS

Consisting of 18 pages
Not including cover page

4-5



('4
4

WSCF
ANALYTICAL RESULTS REPORT

for

Effluent and Environmental Monitoring (EEM)
Post Office Box 1970 T6-36
Richland, WA 99352

Attention: Larry Diediker/Dan Johnson

Analytical: -

Client Services:

All results are reported on an 'as received" basis unless otherwise noted fi the comment section.

Confidentiality Notice: The information contained in this report is privileged and confidential information intended only for the use of the addressee. If the reader of this report is not the intended

recipient, or the employee or agent responsible to deliver it to the intended recipient, you are hereby notilied that any dissemination, distribution or copying of this communication is strictly

prohibited. If you have received this communication in error, please notify us immediately by telephone at (509) 373-7020.

Report#: 20040513
Report Date: 30-apr-2004
Report W004/ver. 5.2
Effluent and Environmental Monitoring (EEM) Page 1

C)

47



WSCF
ANALYTICAL RESULTS REPORT

04

04

Attention: Larry Diediker/Dan Johnson Group #; 20040513
Project: NFM: Near Field Monitoring

WSCF
Sample # Client ID CAS # Test Performed Matrix Method RQ Result Unit DF MDL AnalyzeSample Receive
W040000303 291-A-1 UPSTREAM 91A Gross Alpha FILTER LA-508-415 U 3.80oe-07 uCi 1.00 1.5,-G 03/30/04 02/25/04 03/15/04
W040000303 291-A-1 UPSTREAM NIA E,T.C Gross Alpha Abs. Cntg Error FILTER LA-508-415 5.60-07 uCi 1.00 0.0 03/30104 02/25/04 03115/04-
W040000303 291-A-1 UPSTREAM #IA 12587,47-2 Gross Beta FILTER LA-508-415 U -2.00.-07 uCi 1.00 1.6.-O6 03/30/04 02/25/04 03(15/04

W040000303 291-A-1 UPSTREAM IhA ETC Gross Beta Absolute Cntg Error FILTER LA-508-415 7.60e-07 uCi 1.00 0.0 03130/04 02/25/04 03/15/04

W040000304 291-A-1 UPSTREAM #2 Gross Alpha FILTER LA-508-415 U -2.50e-07 uCi 1.00 1.5-06 03/30/04 02125/04 03/15/04

W040000304 291-A-1 UPSTREAM #2 ETC Gross Alpha Abs. Cntg Error FILTER LA-508-415 6.20e-07 uC 1.00 0.0 03/30/04 02/25/04 03/15/04

W040000304 291-A-4 UPSTREAM 12 12587-47-2 Gross Beta FILTER LA-508-415 U -1.80.-07 uCi 1.00 1.60-06 03130/04 02125/04 03/15/04

W040000304 291-A-1 UPSTREAM #2 E.TC Gros% Beta Absolute Cntg Error FILTER LA-508-415 7.80.-07 uCi 1.00 0.0 03/30/04 02/25/04 03/15/04

W040000305 291-A-1 UPSTREAM 13 ET.C Cs.-137 Rel. CountError GEA-AgZ FILTER LA-508-481 259 % 1.00 0.0 03/31/04 02/25/04 03/15/04

W040000305 291-A-1 UPSTREAM #3 10045-97-3- Cs-137 by GEA-AgZ FILTER LA-508-481 U -0.874 pCi 1.00 3.8 03/31/04 02/25/04 03/15/04

W040000305 291-A-1 UPSTREAM #3 E.T-C 1-129 Re. Count Error GEA-AgZ FILTER LA-508-481 13.4 % 1.00 0.0 03/31/04 02/25/04 03/15/04

W040000305 291-A-1 UPSTREAM #3 15046-84-1 1-129 by GEA-AgZ FILTER LA-508-481 5.1G4+03 pCi 1.00 3.7e+02 03/31/04 02/25/04 03/15/04

W040000305 291-A-1 UPSTREAM #3 ET.C Ru-106 Rel. CountError GEA-AgZ FILTER LA-500-481 226 % 1.00 0.0 03/31/04 02/25/04 03/15/04

W040000305 291-A-1 UPSTREAM #3 13967-48-1 Ru-106 by GEA-AgZ FILTER LA-508-481 U -8.70 pCi 1.00 33 03/31/04 02/25/04 03/15/04

W040000305 291-A-1 UPSTREAM #3 E.TC Sb-125 ReLCountEsror GEA-AgZ FILTER LA-5G-,481 1.00.+03 % 1.00 0.0 03/31/04 02125/04 03/15/04

W040000305 291-A-1 UPSTREAM #3 14234-35-6 Sb-i 25 by GEA-AgZ FILTER LA-508-481 U -5.46e-03 pCi 1.00 9.7 03/31/04 02/25104 03/15/04

W040000306 291-A-1 UPSTREAM #3 E.T.C Sn-113 Rl. CountError GEA-AgZ FILTER LA-508-481 122 % 1.00 0.0 03131/04 02/25/04 03/15/04

W040000305 291-A-1 UPSTREAM #3 13966-06-8 Sn-113 by GEA-AgZ FILTER LA-508-401 U 2.07 pCi 1.00 4.5 03/31/04 02/25/04 03/16/04

W040000327 COMP 291-A-IUPSTREAM IA & 2 14596-10-2 Am-241 by AEA FILTER LA-508-471 0.450 pCi 1.00 0.12 04/15/04 03/08/04 04/01/04

W040000327 COMP 291-A-IUPSTREAM 1A & 2 E.TC Am-241 by AEA Total Cntg Error FILTER LA-508-471 32.0 % 1.00 0.0 04/15/04 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 E.T.C Ce-144 fl. Count Error IGEAI FILTER LA-508-481 526 % 100 0.0 04/01/04 03/68/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 14762-78-8 C,-144 by GEA FILTER LA-508-481 U 0.846 pCi 1.00 7.8 04/01/04 03/08/04 04/47/04
W040000327 COMP 291-A-1UPSTREAM IA & 2 E.T.C CePr-144 Rol. Count Error FILTER LA-508-481 526 % 1.00 0.0 04/01/04 03/08/04 04/01/04

W040000327. COMP 291-A-1UPSTREAM IA & 2 CE/PR-144 CePr-144 by GEA FILTER LA-508-481 U 1.69 pCi 1.00 16 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 .E,T.C Co-60 Rd. Count Error WEAl FILTER -LA-S08-4111 212 % 1.00 0.0 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-IUPSTREAM IA & 2 10198-40-0 Co-Go by GEA FILTER LA-508-481 U 0.557 pCi 1-O . 2.2 04101/04 03/08/04 04/01/04

W040000327 COMP 291-A-IUPSTREAM IA & 2 E.T.C Cs-134 Rel. Count Error (GEA) FILTER LA-508-481 137 % 1.00 0.0 04/01/04 03/08/04 04/01/04

MDL=Minimuni Detection Unit U - Analyzed for but not detected above timiting criteria.

RQ=Result Qualifier

DF=Dilution Factor
' - Indicates results that have NOT been validated: , - Indicates more than six qualifier symbols

Report W004/ver. 5.2
Effluent and Environmental Monitoring (EM) Page , 2

N.



WSCF
ANALYTICAL RESULTS REPORT

Ct

Attention: Larry Diediker/Dan Johnson Group #: 20040513
Project: NFM: Near Field Monitoring

WSCF
Sample # Client ID CAS # Test Performed Matrix Method RQ Result Unit DF MDL AnalyzeSample Receive
W040000327 COMP 29l-A-1UIPSTREAM IA & 2 13967-70-9 C.-134 by GEA FILTER LA-508-481 U -0.934 pCi 1.00 2.1 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-IUPSTREAM IA & 2 E.T.C Cs.-137 Aol. Count Error IGEA) FILTER LA-508-481 130 % . 1.00 0.0 04102104 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 10045-97-3 Cs-137 by GEA FILTER LA-508-481 U 0.741 pCi 1.00 1.8 04101/04 03108/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 E.TC Eu-152 Ret. Count Error (GEA) FILTER LA-508-481 1.00c + 03 96 1:00 0.0 04/01/04 03109104 04/01/04

W040000327 COMP 291-A.1UPSTREAM IA & 2 14683-23-9 Eu-152 by GEA FILTER LA-508-481 U -0.111 pCi 1.00 3.9 04/01104 03/08/04 04/01104

W040000327 COMP 291.A.IUPSTREAM IA & 2 E.T.C Eu-154 R.ol Count Error IGEA) FILTER LA-508-481 258 % 1.00 0.0 04/01/04 03/08/04 04101/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 15585-10-1 Eu-154 by GEA FILTER LA-500-481 U .1.38 PCI 1.00 6.1 04101104 03/02/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM lA & 2 E TC Eu-155 Rel. Count Error IGEA) FILTER LA.508-481 216 %- 1.00 0.0 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 14391-16-3 Eu-155by GEA FILTER LA-508-481 U -1.18 pCi 1.00 3.9 04/01/04 03/08/04-04/01/04

W040000327 COMP 291--A-1UPSTREAM IA & 2 E.T.C Nb-94 R.Il Count Error iGEA) FILTER LA-508-481 441 % 1.00 0.0 04/01104 03/09/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 14681-63-1 Nb-94 by GEA FILTER LA-508-481 U -0.27S pCi 1.00 1.8 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-1IUPSTREAM lA & 2 E.T.C Ru-103 R.. Count Error IGEAl FILTER LA-508-4111 131 % 1.00 0.0 04/01/04 03/08/04 04/01104

W040000327 COMP 291-A- IUPSTREAM 1A & 2 13968-53.1 Ru-103 by GEA FILTER LA-508-481 U 0.674 pCi 1.00 1.6 04/01/04 03/08/04 04101/04

W040000327 COMP 291-A-IUPSTREAM IA & 2 E.T.C Ru-106 Ret. Count Error (GEAl FILTER LA-500-481 728 % 1.00 0.0 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 13967-48-1 Ru-106 by GEA FILTER LA-508-401 U .1.29 pCi 1.00 . 16 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 ET.C Sb-125 Ret Count Error GEA) FILTER LA-506-481 . 108 % 1.00 0.0 04101/04 03/02/04 04/01/04

W040000327 COMP 291-A-IUUPSTREAM IA & 2 14234-35-6 Sb-i 25 by GEA FILTER LA-508-481 U -2.08 pCi 1.00 3.7 04/01/04 03/02/04 04/01/04

W040000327 COMP 291-A-IUPSTREAM IA & 2 E.TC Sn-113 Ret. Count Error (GEA) FILTER .LA-508-481 197 A 1.00 0.0 04/01/04, 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 13966-06-8 Sn-113 by GEA FILTER LA-508-481 U -0.559 pCi 1.00 1.7 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 ET.C Zn-66 Rot. Count Error (GEM FILTER LA-500-481 914 % 1.00 0.0 04/01/04 03/08/04 04/01/04

W040000327 COMP 291-A-IUPSTSEAM IA & 2. 13982-39-3 Zn-65 by GEA . FILTER LA-508-481 U .0.280 pCI 1.00 4.4 04/01/04 03/08/04. 04/01/04

W040000327 COMP-291-A-1UPSTREAM IA & 2 13981.16-3 Pu-238 by AEA FILTER LA-508-471 U 0.110 pCi 1.00 0.11 04/15/04 03/08/04 04/01104

W040000327 COMP 291-A-1UPSTREAM IA & 2 E.TC Pu-230 by AEA Total Cntg Error FILTER LA'508-471 76.0 %A 1.00 0.0 04/15/04 03/09/04 04/01/04

W040000327 COMP 291-A-IUUPSTREAM IA & 2 ET.C Pu-239/240 AEA Total Cntg Err FILTER LA-508-471 33.0 % 1.00 0.0 04/15/04 03/00/04 04/01/04

W040000327 COMP 291-A.IUPSTREAM lA & 2 PU-239/240 Pu-239/240 by AEA FILTER LA-506-471 0.660 pCi 1.00 0.070 04/15/04 03/08/04 04/01/04

W040000327 COMP 291-A.IUPSTREAM -A & 2 E.TC St,90 Ret. Count Error FILTER LA-508.415 455 4 1.00 0.0 04/22/04 03/08/04 04/01/04

W040000327 COMP 291-A-1UPSTREAM IA & 2 10098-97-2 Sr-90 by Beta Counting FILTER LA.508-415 U .0.300 pCi 1.00 - 0.53 04/22/04 03/08/04 04/01/04

MDL=?Mninmunu Detection Uniit U - Analyzed for but not detected above limiting criteria.

RQ=Result Qualifier

DF= Dilution Factor
- - Indicates results that have NOT been validated; + - Indicates mre than six qualifier symbols
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Effluent and Environmemtal Monitoring (EEAI)
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WSCF
ANALYTICAL RESULTS REPORT

Attention: Larry Diediker/Dan Johnson Group #: 20040513
Project: NFM: Near Field Monitoring

WSCF
Sample # Client ID CAS # Test Performed Matrix Method RQ Result Unit DF MDL AnalyzeSample Receive
W040000328

W040000328

W040000328

W040000328

W040000329

W040000329

W040000329

W040000329

W040000330

W040000330

qW0400DO330
W040000330

W040000331

- W040000331

C, W040000331

W040000331

W040000332

W04GO00332

W040000332

W040000332

W040000333

W040000333

W040000333

W040000333

W040000334

W040000334

W040000334

Segment I

Segment 1 I

Segment 1

Segment I

Segment I

Segment 1

Segment I

Segment I

Segment I

Segment 1 I

Segment I

Segment I

Segment 2

Segment 2

Segment 2

Segment 2

Segment 2

Segment 2

Segment 2

Segment 2

Segment 2

Segment 2

Segment 2

Segment 2

Segment 3

Segment 3

Segment 3

RAnse 1
Rinse 1

Rinse 1

Rinse 1

Rinse 2

Rinse 2

Rinse 2

Rinse 2

Rinse 3

Rinse 3
Rinse 3

Rinse 3

Rinse I

Rinse 1
Rinse I

Rinse I

Rinse 2

Rinse 2

Rinse 2

Rinse 2

Rinse 3

Rinse 3

Rinse 3

Rinse 3

Rinse I

Rinse 1

Rinse 1

12587-46.1

E.T.C

12587-47-2
ET.C

12507-46.1

E.T.C

-12587-47-2

E.T.C

12587-46.1

E.T.C

12587-47-2

E.T.C

12587-46-1

E.T.C

12587-47-2

E.T,C

12587-46.1

ETC ,
12587-47-2

E.T,C

12587-46.1

E,T.C

2587-47-2

E,T,C

12587-46-1

E.T.C

12587-47-2

Grose Alpha

Gross Alpha Method Error

Gross Beta

Gross Beta Method Error

Gross Alpha

Gross Alpha Method Error

Gross Beta

Gross Beta Method Error

Gross Alpha

Gross Alpha Method Error

Gross Beta

Gross Beta Method Error

Gross Alpha

Gross Alpha Method Error

Gross Beta

Gross Beta Method Error

Gross Alpha

Gross Alpha Method Error

Gross Beta

Gross Beta Method Error

Gross Alpha

Gross Alpha Method Error

Gross Beta

Gross Beta Method Error

Gross Alpha

Gross Alpha Method Error

Gross Beta

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

WATER

.A-501-415

LA-508-4 I S

LA-508-415

LA-508-415

L.A-508-415

LA-5OB-415

LA-.00-415

LA-508-415

LA-508.4 15

LA-508.415

LA-S0B-415

LA-508-415

LA-508-415

LA-508.415

L.A-508.415

LA-50B-415

LA-508-4 15
LA-50. 4 15
LA-508-415

LA-508-415

LA-508-4 15

LA-508-415

LA-508-415

LA-508-415

LA-508-415

LA-508-415

LA-500-41 S

9.U0
40.0

9.50

35.0

U -0.360

500

U -0.360

650

U 3.0e-03

1.00c +03

U .0.960

255

U -1.40

106

U 2.20

118

U -1.10

150

U -3.20

100

U -- 10

150.

U .1.90

125

U 
3 .90e.03

1.00e+03

U -2.00

pCI/LI

pCi L

%0

pCi/L
%

pCi/I

6

pCi/L

%

pCiL

%0

pCi/L

pCilL

pCi/llpCi/LI
%

pCi/L%

pCi/I

%6

pCi/LI

%

pCi/LI

I.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

1.00

3.0

0.0

4.2

0.0

3.6

0.0

4.2

0.0

3.8

0.0

4.4

0.0

3.6

0.0

4.2

0.0

3.8

0.0

4.4

0.0

3.8

0.0

4.4

0.0

4.0

0.0

4.5

04)20/04 03/00/04

04/20/04 03/08/04

04/20104 0308104

04120/04 03/08/04

04/2004 03/08/04

04/20/04 03/08/04

04/20/04 03/08/04

04/20/04 03/08/04

04/2004 03/08/04

04/20/04 03/08/04

,04/20/04 03/08/04

04/20/04 03/08/04

04/20/04 03/08/04

04/20/04 03/08/04

04/20/04 03)03/04

04/20/04 03/08/04

04120/04 03/08/04

04/20/04 03/08/04

04/20/04 03/08/04

04/20/04 03/08/04

04/20/04 03/08/04

04/20/04 03/08/04

04)20/04 .03/08/04

04120/04 03/08/04

04/20/04- 03/08/04
04/2004 03/08/04

04/20/04 03/08/04

MDL=Minimum Detection Limit
RQ=Rcsult Qualifier

U - Analyzed for but not detected above limiting criteria.

DF=Dilution Factor
- Indicates results that have NOT been validated: + - Indicates more than six qualifier symbols

Report W004/ver. 5.2
Effluent and Environmental Monitoring (EEM)
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04/01/04

04/01/04

04/01/04

04/01/04

04/01/04
04/01/04
04/01/04

04/01)04

04/01/04

04/01/04

04/01/04
04/01/04

04/01/04

04/01/04

04/01/04

04/01/04

04/01/04

04/01/04

04/01/04

04/01/04

04/01/04

04101/04

04/01/04

04/01/04

04/01/04

04/01/04

04/01/04
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WSCF
ANALYTICAL RESULTS REPORT

U,)

C,'

Attention: Larry Diediker/Dan Johnson Group #: 20040513
Project: NFM: Near Field Monitoring

WSCF
Sample # Client ID CAS # Test Performed Matrix Method RQ Result Unit DF MDL AnalyzeSample Receive
W040000334 Segment 3 Rinse I E.T.C Gross Ite, Method Error WATLI LA-505-415 125 -h 1.00 0.0 04/20/04 03/01/04 04/01104

W040000335 Segment 3 flins. 2 12507-46-1 Gross Alpha WATER LA-508-415 U -0.790 pCil 1.00 4.0 04120104 03/00/04 04101104

W040000335 Segment 3 Rinse 2 E.T.C Gross Alpha Method Error WATER LA-508-415 235 % 1.00 0.0 04/20/04 03/08/04 04/01104

W040000335 Segment 3 Rinse 2 12587-47-2 Gross Beta WATER LA-509-415 5.70 p/IL 1.00 4.5 04/20/04 03108/04 04/01104

W040000335 Segment 3 Rinse 2 E.T.C Gross Beta Method Error WATER LA-508-415 54.0 % 1.00 0.0 04/20/04 03/08/04 04/01/04

W040000336 Segment 3 Rinse 3 12587-46-1 Gross Alpha WATER LA-508-415 U -0.380 pCi/L 1.00 3.0 04/20/04 03/08/04 04/01/04

W040000336 Segment 3 Rinse 3 E.TC Gross Alpha Method Error WATER LA-508-415 495 % 1.00 0.0 04/20/04 03/08/04 04/01/04

W040000336 Segment 3 Rinse 3 12587-47-2 Gross Beta WATER LA-508-415 U 0.960 pCi/L 1.00 4.4 04/20/04 03/08/04 04/01/04

W040000336 Segment 3 Rinse 3 E,.C Gross Beta Method Error WATER.. LA-508-415 272 1.00 0.0 04/20/04 03/01/04 04/01/04

W040000337 Segment 4 Rinse 1 12587-46-1 Gross Alpha WATER LA-508-415 7.40 pCi/l 1.00 4.1 04/20/04 03/08/04 04/01/04

W040000337 Segmet 4 Rinse I E.T.C Gross Alpha Method Error WATER LA-508-415 50.0 -/s 1.00 0.0 04/20/04 03/08/04 04/01/04

W040000337 Segment 4 Rinse 1 12587-47-2 Gross Beta WATER LA-508-415 16.0 pCi/L 1.00 4.7 04/20/04 03/08/04 04/01/04

W040000337 Segment4 Rinse I ET.C Gross Beta Method Error WATER LA-508-415 30.0 %. 1.00 0.0 04120/04 03/00/94 04/01/04

W040000338 Segment4 Rinse 2 12507-46-1 Gross Alpha WATER LA-508-415 U .0.380 pCi/L 1.00 3.8 04/20/04 03/08/04 04/01/04

W040000338 Segment 4 Rinse 2 E.T.C Gross Alpha Method Error WATER LA-5089415 495 % 1.00 0.0 04/20/04 03/09/04 04/01/04

W040000338 Segment4 Rinse 2 12587-47-2 Gross Beta . WATER LA-508-415 U -2.25 pCi/l 1.00 4.4 04/20/04 03/08/04 04/01/04

W040000338 Segment4 Rinse 2 E.T.C. Gross Beta Method Error WATER LA-508-415 101 -A 1.00 0.0 04/20/04 03/08/04 04/01/04

W040000339 Segment 4 Rinse 3 12507-46-1 Gross Alpha WATER LA-508-415 U -1.20 pCi/L 1.00 4.0 04/20/04 03/08/04 04/01/04

W040000339 Segment 4 Rinse 3 E.TC Gross Alpha Method Error WATER LA-508-415 150 9b 1.00 0.0 04/20/04 03/08/04 04/01/04

W040000339 Segment 4 Rinse 3 12587-47-2 Gross Beta WATER LA-508-415 U . -1.20 pCi/l 1.00 4.5 04/20/04 03/08/04 04/01/04

W040000339 Segment 4 Rinse 3 ETC Gross Beta Method Error WATER LA-50-415 211 % 1.00 . 0.0 04/20/04 03/08/04 04/01/04

W040000394 COMPOSITE ALL Segments 14596-10-2 Am-241 by AEA . WATER LA-508-471 U 0.0760 pCi/L 1.00 0.84 04/26/04 03/08/04 03/15/04

W040000394 COMPOSITE ALL Segments E.T,C Am-241 by AEA Total Cntg Error WATER LA-508-471 620 %t 1.00 0.0 04/26/04 03/08/04 03/15/04

W040000394 COMPOSITE ALL Segments E.T,C Ce-144 Ret. Count Error (GEAI WATER LA-500-481 466 % 1.00 0.0 04/16/04' 03/08/04 03/15/04

W040000394 COMPOSITE ALL Segments 14762-78.8 Ce-144 by GEA WATER . LA-500-481 U 6.45 pCi/I 1.00 50 04/16/04 03/08/04 03/15/04

W040000354 COMPOSITE ALL Segments ETC CePr-1
4 4 Bet. Count Error WATER LA-508-481 456 %/ 1.00 0.0 04116/04 03/08/04 03/15/04

W040000394 COMPOSITE ALL Segments CE/PR-144 CePr-1
4 4 by GEA WATER LA-500-481 U 12.9 pCi/L 1.00 1.Oe +02 04/16/04 03/08/04 03/15/04

MDL=Minimum Detection Limit U - Analyzed for but not detected above limiting criteria.

RQ=Result Qualifier

DF=Dilution Factor
Indicates results that have NOT been validated: + - Indicates more than six qualifier symbols

Report W004/ver; 5.2
Effluent and Environmental Monitoring (EEM) Page 5
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WSCF
ANALYTICAL RESULTS REPORT

CDa

Attention: Larry Diediker/Dan Johnson Group Ih 20040513
Project: NFM: Near Field Monitoring

WSCF
Sample # Client ID CAS # Test Performed Matrix Method RQ Result Unit DF MDL AnalyzeSample Receive
W040000394 COMPOSITE ALL Segments E.T.C Co-GO Rel. Count Error (GEA WATER LA-SOU.481 109 % 1.00 0.0 04/16/04 03109104 03/16/04

W040000394 COMPOSITE ALL Segments 10198-40-0 Co-60 by GEA WATER LA-S00-481 U -2.06 pCiIL 1.00 6.5 04116104 03/08104 03/15104

W040000394 COMPOSITE ALL Segments ET.C Cs-134 R.I. Count Error (GEA) WATER LA-508-481 9B.5 % 1.00 0.0 04/16/04 03/08/04 03/15/04

W040000394 COMPOSITE ALL Segments 13967-70-9 Cs-134 by GEA WATER LA.508-481 U 3.96 pCiIL 1.00 7.4 04/16/04 03/08104 03/15104
W040000394 COMPOSITE ALL Segments E.T.C Cs.137 Bel. Count Error IGEA) WATER LA-508-481 1.00e+03 l% 1.00 0.0 04/16t04 03108104 03/15/04
W040000394 COMPOSITE ALL Segments 10045-97.3 C.-137 by GEA: WATER LA-508-481 U 0.223 pCi/L 1.00 7.0 04/16/04 03/08/04 03/16/04
W040000394 COMPOSITE ALL Segments E.T.C Eu-152 Rel. Count Error GCA) WATER LA-508-481 106 % 1.00 0.0 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments 14683-23.9 Eu-152 by GEA WATER LA-508-481 U -8.07 pCi/L 1.00 21 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments E.T.C Eu-154 Rel. Count Error [GEA) WATER LA-508.481 173 % 1.00 0.0 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments 15585-10-1 Eu-154 by GEA WATER LA-506-481 U .- 6.25 pCi/L 1.00 I8 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments E.T.C Eu-155 R.I. Count Error IGEA) WATER . LA-508-481 442 -% 1.00 - 0.0 04/16/04 03/00/04 03/15/04
W040000394 COMPOSITE ALL Segments 14391-16-3 Eu-155 by GEA WATER LA-508-481 U .3.12 pCiUL 1.00 23 04/16/04 03/08104 03/15/04
W040000394 COMPOSITE ALL Segments ET.C Nb-94 Ret. Count Error (GEA) WATER LA-508-481 216 % 1.00 0.0 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments 14681-63-1 Nb-94 by GEA WATER LA-500-481 U 1.87 pCiJL 1.00 7.0 04/16/04 03/00/04 03/15/04
W040000394 COMPOSITE.ALL Segments E,TC Ru-l03 R. Count Error IGEA) WATER LA-508-481 177 9 1.00 0.0 Q4/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments 13960-53.1 Ru-103 by GEA WATER LA-500-481 U 2.15 pCi/L 1.00 6.8 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments E.T.C Ru-106 Re. Count Error IGEAl WATER LA-508-481 207 % 1.00. 0.0 04/16/04 03/08/04 03115104
W040000394 COMPOSITE ALL Segments 13967-48.1 Ru-106 by GEA WATER LA-508-481 U .- 18.4 pCi/L 1.00 62 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments E.T.C Sb-125 tel. Count Error VGEA) WATER LA-508-481 844 % 1.00 0.0 04/16/04 03/00/04 03/15/04
W040000394 COMPOSITE ALL Segments. 14234-35-6 Sb-125 by GEA WATER LA-508-481 U . -1.30 pCi/L 1.00 19 04/16/04 03/00/04 03/15/04

W040000394 COMPOSITE ALL Segments E.T.C Sn-13 Re. Count Error GEA) WATER LA-508-401 169 % 1.00 0.0 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments 13966-06-8 Sn-13 by GEA WATER LA-500-481 U -3.09 pCi/L 1.00 8.7 04/16/04 03/08/04 03/15/04

WO40000394 COMPOSITE ALL Segments E.T,C Zn-65 RI. Count Error (GEA) WATER LA-508-461 145 % 1.00 0.0 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments 13982-39-3 Zn-65 by GEA WATER LA-508-481 U 8.40 pCi/L 1.00 14 04/16/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments 13981-16-3 Pu-238 by AEA WATER LA-508-471 U -0.100 pCi/L 1.00 1.4 . 04/26/04 03/08/04 03/15/04
W040000394 COMPOSITE ALL Segments E,1TC Pu-238 by AEA Total Cntg Error WATER LA-508-471 780 % 1.00 0.0 04/26/04 03/08/04 03/15/04

W040000394 COMPOSITE ALL Segments E.T.C Pu-239/240 AEA Total Cntg Err WATER LA-508-471 41.0 % 1.00 0.0 04/26/04 03/00/04 03/15/04

MDL=Minimuin Detection Limit U - Analyzed ror but not detected above limiting criteria.
RQ=Result Qualifier

DF=Dilution Factor
* - Indicates results that have NOT been validated; + - Indicates more than six qualifier symbols
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WSCF
ANALYTICAL RESULTS REPORT

N

Attention: Larry Diediker/Dan Johnson Group #: 20040513
Project: NFM: Near Field Monitoring

WSCF
Sample # Client iD CAS # Test Performed Matrix Method RQ Result Unit DF MDL Analyze Sample Receive
W040000394 COMPOSITE ALL Segments P1-239/240 Pu-239/240 by AEA WATER LA-508-471 2.00 pCi/I 1.00 0.37 041261O4 03/08/04 03/15/04

W040000394 COMPOSITE ALL Segments ET.C Sr-90 Hal. Count Error WATER LA-508-415 120 % 1.00 0.0 .04/2904 03/08/04 03/1104

W040000394 COMPOSITE ALL Segments 10098-97.2 Sr-90 by Beta Counting WATER LA-508-415 2.20 pCi/l 1.00 2.4 04/29/04 03/08/04 03115/04

MDL=Minimumn Detection Limit U - Analyzed for but not detected above limiting criteria.

RQ= Result Qualifier

DF=Dilution Factor
' - Indicates results that have NOT been validated; + - Indicates more than six qualifier symbols
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WSCF
ANALYTICAL COMMENT REPORT

Attention: Larry Diediker/Dan Johnson Group #: 20040513
Project Number NFM

Sample # Client ID Lab Area Test Comment

VALUROUP W040000394/Am: The duplicate is flagged but the sample

activity is below detection.

WO400003941Pu: The duplicate failed but all other QC checks

came out fine so this batch has been accepted.

0

ID

'C
C
('4

Lab Areas: VALGROUP - Group Validation
LOGSAMP - Login for Sample

VALTEST - Test Validation
LOG-TEST - Login for Tests

TESTDATA - Ttst Data Entry

This report may not be reproduced, except in its entirety without the written approval of the WSCF Laboratory.

w04c13 Repont: 20040513 Page IR.,ort Date: 30-.pr.2004



WSCF
TENTATIVELY IDENTIFIED PEAK REPORT

C'

Attention: Larry Diediker/Dan Johnson Group /: 20040513
Project Number NFM :Near Field Monitoring

Sample # Client ID Test Name Peak Name CAS# RT RQ Result Units

W040000305 291-A-1 UPSiREAM #3 GEA ANALYSIS ON.AgZEO Part A I1-29X Count Error 11.628 %

W040000305 291-A-1 UPSTREAM #3 GEA ANALYSIS ON AgZEO Part A -1 29X 5.70e+03 pCi

RQ=Result Qualifier

This report may not be reproduced, except in its entirety without the written approval of the WSCF Laboratory.

Efiluent and Enironmental Monitoring (EEM)
WO4Ev 4.1 Repoetl: 20040513 Report Date: 30-apr-200

4 Page 1
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WSCF
METHOD REFERENCES REPORT

The results provided in this report were generated using the following WSCF Laboratory procedures. For your convenience, this table provides a listing of
the regulatory or industry methods that are referenced by each of these WSCF procedures. Please note that the most recent version of the regulatory or
industry method is listed here even though the WSCF procedure may reference an older version of [lie method. Also, a reference to a regulatory or induwrry
method here does not necessarily indicate a v irbatim implementation of that method.

LA-508-415

LA-508-471

LA-508-481

Operation of Protean Alpha/Beta Counters
None No reference to any industry method.

LA-508-471: ALPHA ENERGY ANALYZER DATA ACQUISITION AND SYSTEM CHECKOUT USING ALP
None No reference to any industry method.

LA-508-481: GAMMA ENERGY ANALYSIS USING PROCOUNT SOFTWARE
None No reference to any industry method.

Nyte: A complete list of WSCF analytical procedures and referenced regulatory or industry methods is available online at
http://apwebo2/asporinedocs/wsef/saniple%20ignit/ProcedureMetliodCrossReference.pdf. This document includes on-line
links to full-text versions of the procedures and methods, where available.

Rfepot Date: 30.apr-2004

RoportI: 20040513

Repoit W04M12

0
r

C" 4

0

0.)

'.0
C
CM

Page 1
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HNF-20611, Rev. 0

wl3qlog v1 30-apr-2004 14:49:44

W13q Worklist/Batch/QC Report for Group# 20040513

WL# S# Batch QC#

21819 1 22194
21819 2 22194

21834 1 22210 25289

21858 1 22233 25327

21984
21984
21984

1
2
3

22357
22357
22357

25470
25470
25470

21989 1 22363 25481

22003
22003
22003
22003
22003
22003
22003
22003
22003
22003
22003
22003
22003
22003

21983
21983
21983

22015
22015
22015

22055
22055
22055
22055

22056
22056
22056
22056

22045
22045
22045
22045

1
2
3
4

22376
22376
22376
22376
22376
22376
22876
22376
22376
22376
22376
22376
22376
2237.6

22356
22356
22356

22388
22388
22388

22429
22429
22429
22429

22430
22430
22430
22430

22418
22418
22418
22418

25493
25493
25493
25493
25493
25493
25493
25493
25493
25493
25493
25493
25493
25493

25511
25511
25511

25534
25534
25534

25557
25557
25557
25557

25558
25558
25558
25558

25585
25585
25585
25585

Tray Type

SAMPLE
SAMPLE

SAMPLE

SAMPLE

BLANK
LCS
SAMPLE

SAMPLE

BLANK
LCS
SAMPLE
SAMPLE
SAMPLE
SAMPLE
SAMPLE
SAMPLE
SAMPLE
SAMPLE
SAMPLE
SAMPLE
SAMPLE
SAMPLE

BLANK
LCS
SAMPLE

BLANK
LCS
SAMPLE

BLANK
LCS
DUP
SAMPLE

BLANK
LCS
DUP
SAMPLE

BLANK
LCS
DUP
SAMPLE

Sampl e#

W040000303
W040000304

W040000305

W040000327

W040000327

W040000394

W040000328
W040000329
W040000330
W040000331
W040000332
W040000333
W040000334
W040000335
W040000336
W040000337
W040000338
W040000339

W040000327

W040000327

W040000394
W040000394

W040000394
W040000394

W040000394
W040000394

Test

Alpha/Beta- Air Samples (AB30)
Alpha/Beta- Air Samples (AB30)

SEA ANALYSIS ON AgZEO Part A

Gamma Energy Analysis-general

Americium by AEA
Americium by AEA
Americium by AEA

Gamma Energy Analysis-general

Gross
Gross
Gross
Gross
Gross
Gross
Gross
Gross
Gross
Gross
Gross
Gross
Gross
Gross

Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross
Alpha/Gross

Beta
Beta
Beta
Beta
Beta
Beta
Beta
Beta
Beta
Beta
Beta
Beta
Beta
Beta

(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)
(AB32)

Plutonium Isotopics by AEA
Plutonium Isotopics by AEA
Plutonium Isotopics by AEA

Strontium
Strontium
Strontium

Plutonium
Plutonium
Plutonium
Plutonium

Americium
Americium
Americium
Americium

Strontium
Strontium
Strontium
Strontium

90
90
90

Isotopics
Isotopics
Isotopics
Isotopics

by
by
by
by

90
90
90
90

by
by
by
by

AEA
AEA
AEA
AEA

AEA
AEA
AEA
AEA

2-11

4-16



HNF-20611, Rev. 0

WSCF ANALYTICAL LABORATORY QC REPORT

SDG Number: 20040513 SAF Number: NA
Matrix: FILTER Sample Date:
Test: Americium by AEA Receive Date:

QC Analysis Lower Upper
Type Analyte CAS Results Units Date Limit Limit

14596-10-2 6.1-02
14596-10-2 93.840

pCI - 04/15/04

%S ecov 04/15/04

Report v13qjrov.5.1 p I

30.apr-2004 14:49:48

2-12

4-17

BATCH
BLANK

LCS

QC
Am-241 by AEA

Am-241 by AEA

0.000

75-Co

1000.000

1 25.000



HNF-2061 1, Rev. 0

WSCF ANALYTICAL LABORATORY QC REPORT

SDG Number: 20040513 SAF Number: NA
Matrix: WATER Sample Date:
Test: Gross Alpha/Gross Beta (AB32) Receive Date:

QC Analysis Lower Upper

Type Analyte CAS # Results Units Date Limit Limit

BATCH QC
BLANK Gross Alpha

BLANK Grossta.

LCS Gross Alpha

LCS Cross Beta

12587-46-1

12587-47-2

12587-46-1

1287-47-2

-2.0 *

-2.2

105.155

103.694

pC/L
pCi/L
%rec

%rec

04120104

04/20/04

04/20/04

04/20/04

-10.000

-10.000

75.000

75.000

10.000

10.000

125.000

.125.000

port v1 3qrav.5.1 p 2

30-apr-
2 0 0 4 14:49:43

2-13

4-18



HNF-20611, Rev. 0

WSCF ANALYTICAL LABORATORY QC REPORT

SDG Number: 20040513 SAF Number: NA
Matrix: FILTER Sample Date:
Test: Plutonium Isotopics by AEA Receive Date:

QC Analysis Lower Upper
Type Analyte CAS # Results Units Date Limit Limit

BATCH QC
BLANK Pu- 2 3

9/
2 4 0 by AEA

LCS Pu-239W240 by AEA

PU-239/240 1.8e-02

PU-239J240 101.626

pci 04/15/04

3,oc 04/15/04

Rcport wl3q/rov.5.I p 3
30-apr-20 0 4 14:49:48

2-14

4-19

0.000

75000

1000.000

1 25.000



HNF-2061 1, Rev. 0

WSCF ANALYTICAL LABORATORY QC REPORT

SDG Number: 20040513 SAF Number: NA
Matrix: FILTER Sample Date:
Test: Strontium 90 Receive Date:

QC Analysis Lower Upper
Type Analyte CAS # Results Units Date Limit Limit

BATCH QC
BLANK Sr-90 by Beta Counting

LCS Sr-90 by Beta Counting

10098-97-2

10098-97-2

0.8

102.351
pCi 04122104

%,ec 0412204

Report w13qlrev.5.1 p 4

30.ap,-20 0 4 14:49.48

2-15

4-20

0.CC0

80.0cC0

300.000

120.000



HNF-20611, Rev. 0

WSCF ANALYTICAL LABORATORY QC REPORT

SDG Number: 20040513 SAF Number: NA
Matrix: WATER Sample Date: 03/08/04
Test: Plutonium Isotopics by AEA Receive Date: 03/15/04

QC Analysis Lower Upper
Type Analyte CAS # Results Units Date Limit Limit

WO40000394
QC ASSOCIATED WITH SAMPLE

Pu-2391240 by AEA PU-2391240

QC
Pu-239/2 4 0 by AEA

Pu-2391240 by AEA

68.456

PU-239/240 1.1e+00
PU-239/240 97.561.

RPD 04126104

pCi/L 04126104

% Recov 04126104

Reportw3q/rev.5.1 p 5

30-apr-200
4 14:49:48

2-16

4-21

Lab ID:
BATCH
DUP

BATCH
BLANK

LCS

0.000

-100.000

75.000

20.000

100.000

125.000



HNF-2061 1, Rev. 0

WSCF ANALYTICAL LABORATORY QC REPORT

SDG Number: 20040513 SAF Number: NA
Matrix: WATER Sample Date: 03/08/04
Test: Americium by AEA Receive Date: 03/15/04

QC Analysis Lower Upper
Type Analyte CAS # Results Units Date Limit Limit

W040000394
QC ASSOCIATED WITH SAMPLE
Am-241 by AEA 14596-10-2

QC
An-241 by AEA

Am-241 by AEA

142.206

14596-10-2 5.U-01
14596-10-2 97.034

RPD 04/26/04

pCL 04/26/04

94.Recov 04/26/04

Report waq/rev.5.1 p 6

30-ap,-20
0 4 14:40:48

2-17

4-22

Lab ID:
BATCH
DUP

BATCH
BLANK

LCS

0.000

-100.000

75.000

10.000

100.000

1 25.000



HNF-20611, Rev. 0

WSCF ANALYTICAL LABORATORY QC REPORT

SDG Number: 20040513 SAF Number: NA
Matrix: WATER Sample Date: 03/08/04
Test: Strontium 90 Receive Date: 03/15/04

QC Analysis Lower Upper
Type Analyte CAS # Results Units Date Limit Limit

W040000394
QC ASSOCIATED WITH SAMPLE
Sr-90 by Beta Counting 10098-97-2

10098-97.2

10098-97-2

9,524

0.8

113.610

RPD 04/29/04

pCi/L 04/29/04
% Recov 04129/04

Report wl3qlrev.S.1 p 7

30-ap-2004 14:49:48

2-18

4-23

Lab ID:
BATCH
DUP

BATCH QC
BLANK Sr-90 by Beta Counting

LCS Sr-gO by Beta Counting

0.00

-100.000

80.000

20.000

100.000

120.000
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W I 141-SLF-04-167

ATTACHMENT 3

SAMPLE RECEIPT INFORMATION

Consisting of 3 pages
Not-including cover page

4-24



HNF-20611, Rev. 0
Waste Sampling and Characterization Facility

P.O. BOX 1970 S3-30, Richland, WA 99352
-PHONE: (509) 373-7004/FAX: (509) 373-7134

ACKNOWLEDGMENT OF SAMPLES RECEIVED

Effluent and Environmental Monitoring (EEM) [
Post Office Box 1970 T6-36 Customer Code: EEM-ECP
Richland, WA 99352 PO#: 119398
Attn: Larry Diediker/Dan Johnson Group#: 20040513

Project#: NFM
Proj Mgr: C.J.PERKINS

Phone: 372-8042

The following samples were received from you on 03/15/04. They have been
scheduled for the tests listed beside.each sample. If this information
is. incorrect, please contact your service representative. Thank you for
using Waste Sampling and Characterization Facility.

Sample# Sample Id Matrix Sample
Tests Scheduled Date

W040000303

WO40000304

WO40000305

W040000327

WO40000328

WO40000329

W040000330

WO40000331

WO40000332

W040000333

1O440000334

W040000335

W040000336

WO40000337

WO40000338

291-A-1 UPSTREAM #IA
@AIR-30

291-A-1 UPSTREAM #2
@AIR-30

291-A-1 UPSTREAM #3
@AGZ-GEA

COMP 291-A-IUPSTREAM 1A
@AEA-30

Segment 1 Rinse 1
@AB-32

Segment I Rinse 2
@AB-32

Segment 1 Rinse 3
@AB-32

Segment 2 Rinse 1
@AB-32

Segment 2 Rinse 2
@AB-32

Segment 2 Rinse 3
@AB-32

Segment 3 Rinse 1
@AB-32

Segment 3 Rinse 2
@AB-32

Segment 3 Rinse 3
@AB-32

Segment 4 Rinse I
@AB-32

Segment 4 Rinse 2
@AB-32

Air Filter Matrix

Air Filter Matrix

Air Filter Matrix

& 2 Air Filter Matrix
@AEA-31 @GEA-GEA @SR90-31

ater

Water

Water

Water

Water

Water

Water

Water

Water

Water

Water

- I -

4-25

02/25/04

02/25/04

02/25/04

03/08/04

03/08/04

03/08/04

03/08/04

03/08/04

03/08/04

03/08/04

03/08/04

03/08/04

03/08/04

03/08/04

03/08/04

3 -1



HNF-20611, Rev. 0

Effluent and Environmental Monitoring (EEM)
Post Office Box 1970 T6-36 Customer Code: EEM-ECP
Richland, WA 99352 PO#: 119398
Attn: Larry Diediker/Dan Johnson Group#: 20040513

Project#: NFM
Proj Mgr: C.J.PERKINS

Phone: 372-8042

Sample# Sample Id Matrix Sample
Tests Scheduled Date

4040000339 Segment 4 Rinse 3 Water 03/08/04
AB32

1040000394 COMPOSITE ALL Segments Water 03/08/04
@AEA-30 @AEA-31 @GEA-GEA @SR90-31

Test Acronym Description

Test Acronym Description

@AB-32
@AEA-30
@AEA-31
@AGZ-GEA
@AIR-30
@GEA-GEA
@SR90-31-

Gross Alpha/Gross Beta (AB32)
Plutonium. Isotopics by AEA
Americium by AEA
GEA ANALYSIS ON AgZEO Part A
Alpha/Beta- Air Samples (AB30)
Gamma Energy Analysis-general
'Strontium 90

2-

3-2

4-26



J-4 RESOLUTION/RETEST CP-03-152 /W

PUREX UPSTREAM AIR SAMPLING PAGE 13 OF 13

ATTACI-EviNT 4

P1FIZ.EX UPSTREAM AIR SAMPLE CHAIN-OF-CUSTODY

Company: FH Analysis Request: Gross AlphalBeta and GEA on each individually (primary, secondary, and probe
Company Contact: Dan Johnson, 373-4209 rinses), then combine all for Sr-90, Pu isotopic, Am-241. Analyze silver zeolite cartridge for 1-129.

Sample Sample Poini On of On fw
Number ID Date Time Date Time lscte) (scf) Comments

IA 291-A-1 Upstream -) oI 1 :r- 2 )o -Z oS 'S. 0 .o Primary filter UA-646tc)
18 291-A-1 Upstream J4 Primary filter

Ic 291-A-1 Upstream Primary filter
ID 291-A-1 Upstream - - ----- Primary filter
lE 291-A-1 Upstream -. Primary filter

IF 291-A-1 Upstream -- Primary filter

2 291-A-1 Upstream , 105 3) 1122. 3 Nos 1.0 3.0 Secondary filter L0o'cc-c4
3 291-A-1 Upstream A I b 1 a'-os .c, S.c SilverZeolitecatridge uoqcccC3o

Probe 21Decon probe and filter holder for re-use. Include this as part of
291-A.1Upstream tS 1 t t S 3,.o .0 theprobesample.

Sample Collected -4 8 4 Q Z
Signature H10

Relinquished 8 c 7 D- 0
Signalure HID#

Received By: S

Signaluce HIO#Relinquished By: sgaieH

Received By: Signaluie HID#
Signalue HID#

Relinquished By: /
Signalte HID#1

LABORATORY
FINAL SAMPLE DISPOSAL METHOD:

Date: sl2

Date

Date:

Date:

Date:

Time: OT3 S

Time: On5-

Time:

Time:

Time:

By: Date:
Signature

ci

Ct,

I

Time: -


